OHA - Drinking Water Program - Turbidity

System Name: Mt Hood Meadows Spring ID#: 4191167

County: Hood River

Month/Year: June-2021
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Cartridge & Bag Filtration Monthly Summary (Answer Yes or No
95% of daily turbidity readings < 1 NTU? @ 1 ('::; f;;iﬁ;"ay? All CI2 residual at entry point 2 0.2 mg/I?
All daily turbidity readings s 5 NTU? ﬁ m No Yes /\No
Notes: PSI= d inch ~—~ s—
. PR By IPRINTED NA Patricio)Ram¢ :
PSID = pounds per square inch difference (before filter - after filter) W\EMW‘ DATE: 07/08/24
PHONE #: ( 503)837-2227 CERT #: 6903




OHA - Drinking Water Program - Surface Water Quality Data Form

Disinfection
|Sy5tem Name: Mt. Hood Meadows Spring ID#: 4191167-A Month-Year: June-2021 Gliardf: ll-og
Inactiv:

| Date / Time IR’:;"I‘;"J;'”;? 1Izst Conta(-clz_t)Time | Actual CT | Temp pH Required CT | CT Met?? P%a:n:laonlgly
User (C)° | | | | Flow |
[ppm or mg/L] [minutefs] | CXT | [° C] ) B formula Yes / No [GPB_A] r
| 0.85 3601 3061 | 2.3 790 | 882 | Yes 7.2
0.85 3495 2970 | 26 7.92 | 87.0 Yes 74 |
0.85 4618 3925 3.3 7.91 82.6 Yes 5.6
0.80 8638 | 6910 | 2.1 889 | Yes 3.0
0.83 15385 | 12769 2.2 795 | 90.2 Yes 1.7
i | 0.90 100_78_,&_2.4 800 | 914 | Yes | 26
| _ugz_oo_] 0.89 4506 | 4010 | 27 | 798 | 888 | Yes 5.8
1 8/8:45| 0.86 2817 | 2423 | 28 797 | 875 Yes 9.2
9/7:20 | 0.85 4915 | 4178 | 29 | 7.98 | 87.1 Yes 5.3
10/7:30| 0.87 3567 3103 2.9 795 | 864 | Yes | 7.3
|'11 /9:00] 088 | 15569 | 13701 | 27 | 796 | 80 | Yes | 17
|12/8:45] 0.86 11659 | 10027 | 2.5 7.98 | 897 Yes | 22
13/10:30]  0.92 7263 | 6682 | 25 | 801 | 913 | Yes | 36
(141 7:45] 0.88 5205 | 4660 | 30 | 799 | 872 | Yes | 49
[15/8:10]  0.86 6250 | 5375 | 28 | 800 | 885 | Yes | 4.2
| 16/8:00] 0.87 2734 | 2379 | 32 | 700 | 598 | Yes | 95 |
17 /11:10]  0.90 2498 2248 | 33 792 | 834 | Yes | 104
18/6:30]  0.88 5806 | 5188 | 30 | 801 | 878 | Yes | 44
[19/8:00] 0.87 4586 | 3989 32 | 803 | 87.1 Yes | 57
20/10:00] 0.85 _Yes | 23
21/7:40] 0.87 _Yes | 93
22/7:10| 0.88 _Yes | 115
23/7:30| 0.87 Yes 13.4
| __Yes
24 /7:25| 0.83 Yes | 124
25/9:15| 0.89 Yes | 80
26 /13:40|  0.91 Yes | 118
27/6:40‘_0.88 Yes | 121 |
28 /8:00|  1.01 . Yes || o7
29/11:15| 0.98 ~ Yes | 140
130/8:00] 1.01  Yes | 225
2 |f CI2 at entry point < 0.2 mg/l or CT not met, DWP to be notified by end of next business day. Revised February 2012
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