OHA - Drinking Water Program - Turbidity

County: Hood River

System Name: Mt Hood Meadows Spring

ID#: 4191167

Month/Year: Aug-2021

oey PR | PSR | oy [P0 WRr e Dol 0 't o ot oy
1 38.0 35.0 4.0 25 0.18 0.18
2 38.0 37.5 1.5 25 0.18 0.18
3 38.0 37.5 1.5 25 0.19 0.19
4 35.5 29.0 7.0 25 0.18 0.18
5 38.0 37.5 1.5 25 0.20 0.20
6 38.0 37.0 1.0 25 0.19 0.19
7 38.0 37.0 1.0 25 0.19 0.19
8 38.0 37.0 1.5 25 0.20 0.20
9 38.0 37.0 1.5 25 0.19 0.18
10 37.0 34.0 4.0 25 0.20 0.20
11 38.0 37.5 1.5 25 0.18 0.18
12 38.0 37.0 1.5 25 0.19 0.19
13 Plant Off
14 Plant Off
15 38.0 35.0 3.0 ) 0.21 0.21
16 36.0 28.0 8.0 25 0.18 0.18
17 38.0 37.0 1.0 25 0.20 0.20
18 38.0 37.0 1.5 25 0.17 0.17
19 38.0 37.5 1.5 25 0.18 0.18
20 38.0 36.5 1.5 25 0.19 0.19
21 36.5 32.0 5.0 25 0.20 0.20
22 37.0 33.0 4.0 25 0.21 0.21
23 38.5 37.0 1.5 25 0.15 0.15
24 38.0 36.5 1.5 25 0.17 0.17
25 38.0 35.0 3.5 25 0.17 .17
26 35.0 28.5 7.0 25 0.18 0.18
27 Plant Off
28 38.0 36.0 4.0 25 .18 0.18
29 38.0 37.0 2.0 25 0.17 0.17
30 38.0 37.6 1.5 25 0.17 0.17
31 Plant Off
Cartridge & Bag Filtration PEN Monthly Summary (Answer Yes or No)
95% of daily turbidity readings <1 NTU? Yes/i No c‘"‘;":‘“ g‘;‘;ﬁ;"“f’ All CI2 residual at entry point = 0.2 mgh?
All daily turbidity readings =5 NTU? %;ﬁ No ﬂ:; No @NO
Notes: PS1=pounds per square Inch = PR‘I.IFI’!?ED w: fPatﬁap\Bam ‘s='
PS1D = pounds per square inch difference (before fliter - after filter) SIGNATURE: AT DATE: 09/08121
PSID When to Change Filter = look in manual for manufacturer's PHONE #: { 5%/ \_ ||CERT #: 6903

1 Inciuding continuous NTU dala, if appliseble, for eplimization recarding purpo: s. Gompliance valuss in Dally Turbldﬂy/RBadlng column may nat
comrespend to continuous readings’ maximum.




OHA - Drinking Water Program - Surface Water Quality Data Form ] WTP-
System Name:  VIf. Hood Meadows Spring ID#: 4191167-A Month-Year:  Aug-2021 [C);ls'amr;%cg:; 1
nactwv:
Date / Time R“gg:lin;ﬁﬂzst Contact Time | actjal ¢T | Temp pH | Required CT| CT Met?? P?:nlw_ia%lgly
User (C)? (M Flow
[ppm or mg/t] [minutes] CXT [° C] formula Yes/No [GPM]
1/6:25 0.84 1064 894 10.1 7.63 47.0 Yes 24.4
21820 0.83 443 368 10.8 7.51 429 Yes 58.6
3/8.15 0.81 992 804 10.6 7.56 44.2 Yes 26.2
4/8:15 0.80 2145 1716 10.7 1.55 43.7 Yes 12.1
5/8:00 0.81 1118 905 10.9 7.55 431 Yes 23.3
6/8:00 0.81 2863 2319 10.9 7.64 44.5 Yes 9.1
71730 0.83 2324 1929 10.8 7.61 44.5 Yes 11.2
8/8:00 0.82 2796 2292 11.1 7.58 43.1 Yes 9.3
8/9:00 0.82 098 819 10.9 7.56 43.3 Yes 26.0
10/ 11:00 0.83 698 579 11.0 7.59 43.6 Yes 7.3
11/7:45 0.80 4044 3235 10.9 .62 442 Yes 6.4
12 /9:00 0.81 1140 924 11.0 7.61 43.8 Yes 22.8
13/7:50 0.83 1524 1265 11.0 7.64 44.3 Yes 17.1
14/ 8:00 0.84 1001 841 11.2 7.70 44.7 Yes 26.0
15/11:00 0.81 3016 2443 11.4 7.60 43.4 Yes 8.6
16/ 8:10 0.86 988 850 11.6 7.74 44.3 Yes 26.3
17 /8:30 0.90 2584 2326 11.5 7.63 431 Yes 10.1
18/8:40 0.91 3704 3370 11.4 7.65 43.7 Yes 7.0
19/76:30 0.92 467 429 11.2 7.71 45.3 Yes 558.7
20/7:20 0.88 3848 3100 11.1 7.73 45.7 Yes 7.4
211745 0.89 2787 2480 11.0 7.70 45.6 Yes 9.3
221745 0.87 2126 1850 11.6 7.68 43.4 Yes 12.2
2317:55 0.91 3041 2767 11.4 7.55 42.2 Yes 8.6
24 /7:25 0.95 3490 3315 11.0 7.52 43.1 Yes 7.5
2571750 0.96 1804 1732 10.9 7.57 442 Yes 14.4
26/7:45 0.97 2178 2112 11.2 7.72 457 Yes 11.9
27 111:00 0.97 3444 3340 11.0 7.70 46.0 Yes 7.6
28/5:30 0.97 2248 2182 11.1 71.74 46.4 Yes 11.6
29/6:30 0.97 2955 2866 11.2 7.68 45.1 Yes 8.8
30/7.25 0.96 3275 3144 10.8 7.70 46.6 Yes 7.9
31/7:00 0.97 3829 3714 11.0 7.67 45.5 Yes 6.8

2 CI2 at entry point < 0.2 mgfi or CT not met, DWP to be notified by end of next business day.
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