OHA - Drinking Water Program - Turbidity

County: Hood River

System Name: Mt Hood Meadows Spring  1D#: 4191167 Month/Year: Sept-2021

Day | PSLEER® | oo | psip [foio When to Ren i 7oy | Highest Reading of the day ! INTU]

1 38.0 37.5 1.0 25 0.16 0.16

2 34.0 26.5 8.5 25 0.17 0.17

3 38.0 37.0 1.5 25 0.18 0.18

4 38.0 36.0 2.0 25 0.17 0.17

5 38.0 37.0 1.0 25 0.19 0.19

6 35.0 28.5 6.0 25 0.18 0.18

7 38.0 375 1.5 25 0.17 0.17

8 34.0 26.0 8.5 25 0.16 0.16

9 38.0 37.0 1.0 25 0.17 0.17

10 37.0 34.0 3.0 25 0.18 0.18

11 38.0 37.5 1.0 25 0.20 0.20

12 38.0 37.0 1.0 25 0.19 0.19

13 37.5 37.0 1.5 25 0.17 0.17

14 37.5 37.0 1.0 25 0.18 0.18

15 35.0 27.0 8.5 25 0.16 0.16

16 38.5 38.0 1.0 25 0.17 0.17

17 38.0 37.0 2.0 25 0.19 0.19

18 38.0 37.0 1.0 25 0.15 0.15

19 37.5 37.0 1.0 w8 0.18 0.18

20 38.5 37.5 1.5 25 0.16 0.16

21 38.5 37.5 1.5 25 .17 0.17

22 38.5 37.5 1.5 25 0.18 0.18

23 35.0 27.0 8.0 25 0.18 0.18

24 38.0 37.0 1.0 25 0.19 0.19

25 38.5 38.0 1.0 25 0.22 0.22

26 38.0 37.0 1.0 25 0.18 0.18

27 39.0 38.0 1.0 25 0.17 0.17

28 38.0 38.0 1.0 25 0.17 0.17

29 38.0 37.0 1.0 25 0.23 0.23

30 38.0 35.5 3.0 25 0.21 0.21

Cartridge & Bag Filtration N\ Menthly Summary {Answer Yes or No)
95% of daily turbidity readings £ 1 NTU? Yeg/iNo || €T 1 SeNd=? | All CI2 residual at entry point = 0.2 mgh?
Al daily turbidity readings s 5 NTU? %’:é No @No @QND

Notes: PS1= pounds per square inch BRINTED @P\atﬂg; —
£5ID = pounds per square inch difference (before filter - after filter) SIGNATURE: &de’# )H]DATE: 10007121
PSID When to Change Filter = look in manual for manufacturer's PHONE #: (50303372222 \ ~~ " |CERT#:6903

! Ineluding continuous NTU data, if applicable, for optinmiization recording purposes. Compliance values in Dally Turbidily Reading column may not
currespond to continuous readings’ maximum.




OHA - Drinking Water Program - Surface Water Quality Data Form | wre.:

Disinfection

System Name: - M. Hood Meadows Spring ID#: 4191167-A Month-Year: Sept-2021  Giardia Log 1
Inactiv:
Date / Time anls?;n:;matc 1IZt Contact Time | ) yai T Temp pH | Required CT. CT Met? 2 P?:mi-la?':gly
User (C)? ‘T’ Fiow
{ppm or mg/L] [minutes] CXT [° C] formula Yes / No {GPM]
1/9:00 0.97 4422 4289 10.9 7.66 45.7 Yes 5.9
2/9:10 0.96 2457 2359 10.8 7.70 46.6 Yes 10.6
3/9:00 0.96 3672 3525 10.8 7.69 46.4 Yes £
4/86:30 0.93 2829 2631 11.2 7.60 43.6 Yes 9.2
5/79:10 0.95 2486 2361 11.1 7.61 44.2 Yes 10.5
6/10:00 0.94 2802 2634 11.0 7.65 45.1 Yes 9.3
71730 0.97 3381 3280 10.8 7.60 45.0 Yes 7.7
8/8:45 0.95 1496 1421 10.9 7.61 44.8 Yes 17.4
9/7:20 0.93 1733 1612 11.0 7.53 43.1 Yes 15.0
10/6:30 0.91 6789 6178 10.9 7.4% 42.7 Yes 3.8
11/86:40 0.92 4392 4041 11.1 7.53 42.8 Yes 5.9
12 /6:55 0.92 5714 5257 10.9 7.60 44.5 Yes 4.6
13/7:40 0.93 3234 3007 11.0 7.58 43.9 Yes 8.0
14/8:15 0.90 3408 3067 10.9 7.51 43.0 Yes 7.6
15/8:40 0.90 3262 2036 10.8 7.60 44.7 Yes 8.0
16/8:30 0.91 3368 3065 10.8 7.59 44.5 Yes 7.7
177 9:00 0.93 4012 3731 10.8 7.61 45.0 Yes 6.5
18 /8:00 0.20 6436 5792 11.3 7.48 41.4 Yes 4.0
19/78:00 0.89 6075 5407 10.8 7.49 42.9 Yes 4.3
20/8:00 0.85 4635 3939 10.9 7.42 41.4 Yes 5.6
21/7:10 0.89 4788 4262 10.8 7.69 46.0 Yes 5.4
2218:40 0.88 4815 4237 10.6 7.70 46.8 Yes 5.4
237/9:15 0.88 1327 1168 10.5 7.69 46.9 Yes 19.6
24/ 8:10 0.89 5579 4966 10.3 155 45.3 Yes 4.7
25/6:55 0.88 5328 4689 10.6 108 45.9 Yes 4.9
2617655 0.87 6176 5373 10.9 7.61 44.4 Yes 4.2
277810 0.85 1513 1286 10.1 7.62 46.8 Yes 17.2
28/78:15 0.86 2261 1944 10.0 | 7.70 48.6 Yes 11.5
29 /11:50 0.87 4063 3534 10.1 7.55 45.8 Yes 6.4
30/ 9:15 0.87 2462 2142 10.1 7.56 46.0 Yes 10.6
2)c12 at enfry point < 0.2 mg/l or CT not met, DWP fo be nofified by end of next business day. Revised February 2012
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