OHA - Drinking Water Program - Turbidity

County: Hood River
Systern Name: Mt Hood Meadows Spring  I1D#: 4191167 Month/Year: October-2021
|| o | P b DR T
1 38.0 37.0 1.0 25 0.15 0.15
2 38.0 37.5 1.0 25 0.19 0.19
3 38.0 38.0 1.0 25 0.20 0.20
4 38.0 37.5 1.5 25 0.18 0.18
5 38.0 36.0 2.0 25 0.17 0.17
6 37.0 34.5 2.5 25 0.17 0.17
7 35.5 28.56 7.0 25 0.17 0.17
8 38.0 37.5 1.0 25 0.16 0.16
9 38.0 37.0 1.0 25 0.18 0.18
10 38.0 37.0 1.0 25 0.19 0.19
11 38.0 37.0 2.0 25 0.17 0.17
12 Plant Off
13 34.5 25.5 10.0 25 0.18 0.18
14 38.0 37.5 1.5 ] 0.17 0.17
15 Plant Off
16 Plant Off
17 Plant Off
18 33.0 24.0 10.0 25 0.15 0.15
19 38.0 37.5 1.0 25 0.16 0.16
20 38.0 37.0 1.0 25 0.16 0.16
21 38.0 37.0 1.0 25 0.17 0.17
22 Plant Off
23 Plant Off
24 Plant Off
25 35.0 30.0 55 25 0.17 0.17
26 34.5 25.0 10.0 25 0.16 0.16
27 38.0 37.5 1.0 25 0.17 0.17
28 38.0 37.5 1.0 25 0.16 0.18
28 37.5 35.0 3.0 25 0.17 0.17
30 38.0 37.0 1.0 25 0.17 0.17
31 38.0 37.0 1.0 25 0.19 0.19
Cartridge & Bag Filtration ; Monthly Summary {Answer Yes or No)
95% of dally turbldlty readings < 1 NTU? Yes)No | CTe o o9ar? | iz residua at entry point = 0.2 mg?
Al daily turbidity readings <5 NTU? % No @::j No (Fes)No
Notes: PSI= pounds per square inch PRINTED IGAM Idhatfeio Rimus
PSID = pounds por square inch difference (before filter - after filter) SIGNATURE: A DATE: 11/05/24
PSID When to Change Filter = look in manual for manufacturer's | PHONE #: { 503)337-2222. \ |lCERT #: 6203

5 Including continwous NTU data, if applicabls, for optimization recording purposes. Compliance valuas in Daily Tu':bidily Reading column may not
correspond lo continuwous readings’ maximum.



OHA - Drinking Water Program - Surface Water Quality Data Form WTP-:

Disinfection

System Name: Mt. Hood Meadows Spring ID#: 4191167-A Month-Year O¢t-2021  Grardia Log 1
Inactiv:
Date / Time Rnénsx:;n[];gtc;zst ContactTime | ptuatcT | Temp PH | Required CT | CT Meto 2 P%a;mg%ﬂy
User(C)? (M Flow
[ppm or mg/L] [minutes] CXT [* C] formula Yes / No [GPM]
1/10:10 0.84 510 428 9.6 7.60 48.0 Yes 51.0
2/7:45 0.85 4134 3514 9.6 7.61 48.2 Yes 6.3
3/7:00 0.88 7182 6320 0.8 7.70 49.3 Yes 3.6
41740 0.86 4147 3566 9.8 7.62 47.8 Yes 6.3
5/7:45 0.85 3725 3166 9.7 7.61 47.9 Yes 7.0
6/9:10 0.85 4221 3588 9.8 7.63 48.0 Yes 6.2
7/12:00 0.86 3537 3042 9.7 7.60 47.8 Yes 7.4
817925 0.90 5010 4509 9.5 7.62 49.0 Yes 5.2
9/7:40 0.82 1262 1034 9.6 7.59 47.7 Yes 20.6
10/ 8:50 0.80 6388 5111 0.5 757 47.6 Yes 4.1
1179:00 0.81 4414 3576 9.2 7.60 49,2 Yes 5.9
12/10:00 0.89 3044 2710 8.9 7.56 49.9 Yes 8.5
13/9:15 0.86 4618 3972 9.0 7.54 49.0 Yes 5.6
14 7 9:00 0.88 2006 1765 8.2 7.60 53.0 Yes 13.0
1579:00 0.87 4075 3545 8.3 7.65 53.5 Yes 6.4
16/ 11:10 0.89 3077 2738 7.8 7.68 56.1 Yes 8.5
17 18:20 0.80 6005 5404 8.2 7.69 54.8 Yes 4.3
18/79:30 0.87 3641 3168 8.1 7.70 A5 2 Yes 7.1
19/9:30 0.90 3951 3556 8.0 7.68 55.4 Yes 6.6
20/8:50 0.91 2656 2417 8.1 7.87 54.9 Yes 9.8
21/9:00 0.93 3312 3080 8.0 7.66 55.2 Yes 7.9
22/9:00 0.89 2579 2296 7.5 7.69 57.4 Yes 10.1
23/76:00 0.93 3081 2865 8.1 7.68 552 Yes 8.4
24/6:00 0.90 6484 5835 8.5 7.67 53.4 Yes 4.0
257915 0.93 3364 3128 7.6 7.62 55.9 Yes 7.7
26/7.30 0.94 3355 3154 7.4 7.65 97.3 Yes 7.8
27 19:.00 0.96 1312 1260 7.4 7.69 58.3 Yes 19.8
28/9:20 0.94 1686 1585 7.3 7.66 57.9 Yes 15.4
29/8:40 0.93 3596 3344 7.0 7.63 58.4 Yes 7.2
30/7:00 0.96 4377 4202 8.2 7.75 56.4 Yes 5.9
31/6:00 0.92 7222 6644 8.1 7.69 55.3 Yes 3.6

2 CI2 at entry point < 0.2 ma/l or CT not met, DWP to be notified by end of next business day. Revised February 2012
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