OHA - Drinking Water Program - Turbidity

County: Hood River

System Name: Mt Hood Meadows Spring  ID#: 4191167 Month/Year: Nov-2021

% | e | "Fuer | P80 | G ier | mondas g ] ishest Roadingof the cey ' T

1 38.0 37.5 1.5 25 0.16 0.16

2 380 |. 375 1.5 25 0.17 0.17

3 38.0 37.5 1.0 25 0.17 0.17

4 33.0 24.0 10.5 5 0.16 0.16

5 38.0 37.5 1.5 25 0.16 0.16

6 PLANT OFF

7 PLANT OFF

8 PLANT OFF

9 PLANT OFF

10 37.0 35.0 5.0 25 0.17 0.17

11 38.0 37.56 1.5 25 0.18 0.18

12 36.0 26.0 10.0 25 0.17 0.17

13 PLANT OFF

14 PLANT OFF

15 38.0 37.5 1.5 25 0.17 0.17

16 34.5 25.0 9.5 25 0.156 0.15

17 38.0 37.0 1.5 25 0.16 0.16

18 38.0 37.5 1.5 25 0.18 0.18

19 37.0 32.0 5.0 25 0.15 0.15

20 38.0 37.0 1.0 25 0.20 0.20

21 38.0 37.0 1.0 25 0.18 0.19

22 37.0 32.5 5.0 25 0.16 0.16

23 38.0 37.5 1.5 25 0.17 0.17

24 38.0 37.5 1.0 25 0.18 0.18

25 37.0 33.0 4.0 25 0.17 0.17

26 38.0 37.0 1.0 25 0.20 0.20

27 PLANT OFF

28 PLANT OFF

29 34.0 22.0 12.5 25 0.14 0.14

30 38.0 37.0 1.5 25 0.16 0.16

Cartridge & Bag Filtration — Monthly Summary (Answer Yes or No}
95% of dally turbidity readings < 1 NTU? Yeg/No || T8 7 aNaas? il iz resicual at enlry point 2 0.2 ma?
All daily turbidity readings s 5 NTU? %‘Nc 6{-::) No ﬁ;}‘lﬂ

Notes: PS5l = pounds per square inch — PRIN;DNKE& Patﬁ@ﬁam:
PSID = pounds per square Inch difference {befare filter - after filter) SIGNATURE: %é ;E. n ATE: 12710121
PSID When to Change Filter = lock in manual for manufacturer's PHONE #: { 503)3 .WMERT #:6903

¥ including conlinuous NTU data, if applcable, for aplimizalien recording purposes. Compliance vaiuss in Dally Turbidity Reading column may not
correspond lo continuous readings’ maximum.




OHA - Drinking Water Program - Surface Water Quality Data Form | WTP-:
System Name: Mt. Hood Meadows Spring ID#: 4191167-A Month-Year  Nov-2021 Icav‘l:?paf!%jtll-':; 1
nacsiv:
Date / Time R“!LTLT:ES 1lzst Contact Time | p oy ol o7 Temp pH || Required CT | CT Met? 2 Pel?:mHa%rly
User (C)? (M Flow
[ppm or mg/L] [minutes] CXT [°C) formula Yes / No {GPM]
17/9:30 0.93 3982 3703 7.0 7.50 55.7 Yes 6.5
2/12:10 0.94 3372 3170 6.4 7.49 57.9 Yes 7.7
3/13:00 0.93 2905 2702 6.2 7.56 60.1 Yes 9.0
4/8:50 0.96 2918 2801 6.0 7.50 59.8 Yes 8.9
5/7:25 0.89 4019 3577 6.1 7.43 57.5 Yes 6.5
6/8:00 0.94 3144 2955 6.8 7.60 58.6 Yes 8.3
7/6:00 0.94 4602 4326 5.8 7.61 63.0 Yes 5.7
8/10:00 0.91 3114 2834 6.1 7.68 63.1 Yes 8.4
8/8.40 0.94 2820 2651 6.4 7.70 62.5 Yes 9.2
10/7:35 0.93 2220 2065 6.8 7.60 58.6 Yes 11.7
11/12:15 0.89 2259 2010 5.5 7.53 62.1 Yes 11.5
12/8:00 0.94 4012 3772 6.1 7.50 59.3 Yes 6.5
13/6.00 0.95 2512 2386 8.1 7.55 52.8 Yes 10.4
14 /6:00 0.93 4491 4176 6.2 7.63 61.7 Yes 5.8
15/ 9:00 0.95 4044 3641 6.6 7.60 99.5 Yes 6.4
16/8:45{ 0.93 2912 2708 6.5 760 | 59.8 Yes 8.9
17 1 8:45 0.91 2174 1978 8.2 7.61 61.1 Yes 12.0
18/9:10 0.92 2273 2091 5.6 7.70 65.8 Yes 11.4
19/6:30 0.93 2584 2404 5.7 7.72 65.9 Yes 10.1
20/7:00 0.94 1936 1820 5.6 7.65 64.8 Yes 13.4
217600 0.93 3062 3312 6.3 7.63 61.2 Yes 7.3
22 /8:.00 0.95 2315 2199 6.6 7.70 61.7 Yes 11.2
23/8:15 0.93 2532 2354 5.8 7.62 63.1 Yes 10.3
247910 0.97 3262 3164 5.3 7.58 64.7 Yes 8.0
25/6:50 0.94 A745 4460 5.0 7.68 68.2 Yes 5.5
26/8:30 0.90 4235 3811 5.2 7.68 67.0 Yes 6.1
2716:10 0.98 4569 4478 5.3 7.77 69.4 Yes 5.9
28/79:00 0.96 3562 3419 5.2 7.80 70.5 Yes 7.3
29/8:00 0.95 3279 3115 4.8 7.70 69.8 Yes 7.9
30/8:10 1.01 2301 2324 4.9 7.5 71.1 Yes 11.3

2)f e at entry point < 0.2 mg/l or CT not met, DWP to be notified by end of next business day.
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