OHA - Drinking Water Program - Turbidity

County: Hood River

System Name: Mt Hood Meadows Spring  1D#: 4191167 Month/Year: Dec-2021

O | "er| “riter | PSI® | Chanes rier | mesding iy | HiShest Reating of the day | NTU]

1 37.0 32.0 5.0 25 0.16 0.16

2 38.0 37.5 1.0 25 0.17 0.17

3 38.0 37.5 1.5 25 0.17 0.17

4 38.0 37.0 1.0 25 0.19 0.19

5 38.0 37.0 1.0 25 0.18 0.18

6 38.0 37.5 1.0 25 0.17 0.17

7 37.5 37.5 1.0 25 0.18 0.18

8 36.0 29.0 6.0 25 0.19 0.19

9 33.0 19.0 13.0 25 0.20 0.20

10 32.0 24.0 9.5 25 0.19 0.19

11 32.0 23.0 10.0 b 0.16 0.16

12 37.5 37.5 1.0 25 0.19 0.19

13 38.5 37.5 1.0 25 0.19 0.19

14 34.0 27.5 7.0 25 0.17 0.17

15 35.5 30.0 5.5 25 0.16 0.16

16 38.0 37.5 1.0 25 0.16 0.16

17 38.5 37.5 1.0 25 0.17 0.17

18 38.5 37.5 1.5 25 0.17 0.17

19 33.0 25.0 8.0 25 0.16 0.16

20 37.0 33.0 4.0 25 0.18 0.18

21 34.5 270 | 75 25 Q.16 0.16

22 33.0 22.0 11.0 25 0.17 0.17

23 34.0 26.0 8.5 25 0.18 0.18

24 38.0 37.0 1.0 25 0.16 0.16

25 38.0 37.0 1.0 25 0.16 0.16

26 38.0 37.5 1.5 25 0.18 0.18

27 38.0 37.0 1.5 25 0.18 0.18

28 33.0 25.0 9.0 25 0.17 0.17

29 33.0 25.0 9.0 25 0.19 0.19

30 38.0 36.5 1.5 25 0.17 0.17

31 38.0 37.0 1.0 25 0.19 0.19

Cartridge & Bag Filtration Monthly Summary (Answer Yes or No)
95% of daily turbidity readings s 1 NTU? Yes I No c‘"s(’::; :‘;“;,:;"ay? All CI2 residual at entry point = 0.2 mg/l?
All daily turbidity readings s 5 NTU? Yes I No Yes { No Yes /No

poateg: PRI Houple, pergare Trch PRINTED NAME: Patricio Ramos
PSID = pounds per square inch difference {before filter - after fliter} SIGNATURE: "DATE: 01/08/22
PSID When to Change Fllter = look In manuat for manufacturer's PHONE #: { 503)337-2222 [[CERT #: 6903

1 Including continuous NTU data, if applicable, for optimization recording purposes. Cormpllance values in Daily Turbidity Reading column may not
correspond to conlinuous readings’ maimum.




OHA - Drinking Water Program - Surface Water Quality Data Form | WTP-:
System Name: Nlf. Hood Meadows Spring ID#: 4191167-A Month-Year: Dec-2021 [g%:;é%:?zg 1
y Mir}imum Ch Contact Time - 2 Peslk Eourly
Date / Time ||Residual at 1st Actual CT Temp pH Required CT || CT Met? Demand
User (C)?2 M Flow
[ppm or mg/L] [minutes] CXT [*C] formula Yes / No [GPM]
1/13:30 1.02 2263 2308 4.3 7.52 68.2 Yes 11.5
2/8:10 1.00 1688 1688 4.4 7.53 67.8 Yes 15.4
3/8:40 1.00 1728 1729 4.6 7.55 67.3 Yes 15.0
4/6:00 1.03 3202 3298 4.5 7.47 66.1 Yes 8.1
5/8:00 0.99 3804 796 5.0 7.54 65.2 Yes 32.3
6/745 1.02 2931 2990 5.4 7.64 66.0 Yes 8.9
7/10:35 0.94 1112 1045 4.3 7.46 66.1 Yes 23.4
8/7:30 1.01 325 328 5.3 7.55 64.3 Yes 80.0
9/6:30 1.00 294 294 4.8 7.53 66.0 Yes 88.3
10/ 6:40 1.10 283 311 4.9 7.50 65.6 Yes 92.0
11/8:15 1.12 355 397 4.3 7.38 65.5 Yes 73.3
12 /15:00 1.16 841 976 4.3 7.37 65.6 Yes 30.9
13 /6:55 1.18 1302 15636 4.3 7.33 64.8 Yes 20.0
14/7:10 1.13 1340 1514 4.5 7.38 64.7 Yes 19.4
15/8:15 1.15 1167 1343 3.9 7.35 66.8 Yes 22.3
16 /7.00 1.10 1174 1292 4.1 7.34 65.3 Yes 221
17 /9:30 1.07 826 884 3.8 7.34 66.4 Yes 31.5
18/7:35 1.09 679 740 3.9 7.38 67.1 Yes 38.3
19/ 7:44 1.07 662 708 3.8 7.34 66.4 Yes 39.3
20/8:07 1.07 779 834 3.6 7.36 67.8 Yes 33.4
211745 1.06 628 659 3.0 7.35 67.9 Yes 41.4
22 19:00 1.00 704 704 3.5 7.36 67.8 Yes 36.9
23/815| .1.07 688 737 3.6 7.39 68.6 Yes 37.8
24 1 7:30 1.04 803 835 3.7 7.37 67.4 Yes 32.4
25114:30 1.02 888 906 3.8 7.35 66.3 Yes 29.3
26/79:25 1.07 840 899 3.4 7.34 68.3 Yes 31.0
27 1 9:40 1.10 633 696 38 7.40 69.6 Yes 41.1
28 /740 1.03 634 653 3.3 7.39 69.7 Yes 41.0
29/7:49 1.05 572 601 3.3 7.40 70.1 Yes 454
30/ 8:00 0.99 463 458 3.3 7.37 68.9 Yes 56.1
31/8:15 1.01 704 711 3.3 7.38 69.3 Yes 37.0

2ikc2at entry point < 0.2 mg/l or CT not met, DWP to be notified by end of next business day.
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