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OHA - Drinking Water Program - Turbidity

!

County:

Hood River

System Name: Mt Hood Meadows Spring

ID#: 4191167

Mon:tleear: January-2022

pay |PeLooee | PELAGE | pgp iig,‘ff‘;i Bony Tuteid || Highet Reading of the day " [NTU]
1 380 | 370 | 10 25 0.17 1 0.17
2 33.0 | 250 | 9.0 25 0.17 0.17
3 375 | 370 | 20 25 0.18 0.18
4 350 | 31.0 | 40 25 0.18 0.18
5 380 | 375 | 1.0 25 0.17 0.17
6 380 | 360 | 25 25 0.17 0.17
7 360 | 335 | 3.0 25 0.17 0.17
8 340 | 260 | 80 25 0.16 0.16
9 370 | 350 | 20 25 0.18 0.18
10 330 | 260 | 85 25 0.17 ; 0.17
11 38.0 | 375 | 1.0 25 0.16 0.16
12 37.0 34.0 4.0 5 0.17 ‘ 0.17
13 380 | 375 | 1.0 25 0.18 0.18
14 350 | 270 | 8.0 25 0.17 0.17
15 345 | 265 | 85 25 0.18 0.18
16 380 | 370 | 15 25 0.17 0.17
17 33.0 | 260 | 80 25 0.18 0.18
18 385 | 375 | 1.0 25 0.17 0.17
19 380 | 375 | 1.0 25 0.18 : 0.18
20 350 | 330 | 25 25 0.18 0.18
21 350 | 28.0 | 7.0 25 0.16 0.16
22 340 | 270 | 80 25 0.18 0.18
23 380 | 375 | 15 25 0.16 | 0.16
24 33.5 26.0 8.0 25 0.16 ‘ 0.16
25 370 | 350 | 3.0 25 0.15 0.15
26 38.0 37.5 1.5 25 0.16 0.16
27 380 | 375 | 15 25 0.17 0.17
26 380 | 375 | 1.5 25 0.17 0.17
29 365 | 320 | 50 25 0.16 0.16
30 335 | 26.0 | 8.0 25 0.18 0.18
31 380 | 375 | 15 25 0.19 0.19

Cartridge & Bag Filtration

Monthly Summary (Answer Yas or No)

95% of daily turbidity readings < 1 NTU?

All daily turbidity readings =5 NTU?
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Yes)/ No
Yes JNo

CT's met everyday?
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All Gi2 restdual at entry point 2 0.2 mgA?

Yes/ No

Hotes: PS|= pounds per square inch

PSID = pounds per square inch difference (before filter - after filter)
PSID When to Change Filter = look In manual for manufacturer's
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DATE: 0210122
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CERT # : 6803

! Including continusus NTU data, if applicable, for optimizalion recording purposes, Compliance values in Daily Turb iy Reading column may not
corraspond to conlinucus readings’ moximum.




OHA - Drinking Water Program - Surface Water Quality Data Form

2 |f CI2 at entry point < 0.2 mgAl or CT not met, DWP to be notified by end of next business day.
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[ we
System Name:  \t, Hood Meadows Spring ID#: 4194167-A Month-Year: Ja|j1-2022 girsaigf;ﬂoo; 1
: Inactiv:
Date / Time R“;‘;T;“J:gf ‘llzst Contact Time Actual CT Temp pH Reqi.lired CTH CTMet?? Pelja:mi-;lf:lﬂy
User (G)?2 0 : Flow
[ppm or mg/L] [minutes] CXT [* C] fofrmula Yes / No [GPM]
1/7:30 1.02 717 732 3.3 7.28 66.9 Yes 36.3
2/8:00 1.02 691 705 3.2 7.29 67.6 Yes 37.6
3/12:40 1.05 1331 1398 3.3 7.28 a7.1 Yes 19.5 -
47950 1.10 3963 4360 3.8 7.26 64.8 Yes 6.6
5/78:30 1.09 1041 1135 3.3 7.30 67.9 Yes 25.0
6/9:30 1.07 1705 1824 3.4 7.33 68.0 Yes 15.3
7/8:00 0.98 1283 1257 3.2 7.45 71.3 Yes 20.3
8/7:50 | 0.99 581 575 3.1 7.50 73.2 Yes 44.7
8/13:40 0.93 521 485 3.5 7.42 68.7 Yes 49.9
10/ 8:00 0.96 1048 1006 3.4 7.40 68.9 Yes 24.8
11/79:30 0.98 1322 1296 3.3 7.39 69.3 Yes 19.7
12 /8.20 0.99 1126 1115 3.1 7.33 66.8 Yes 23.1
1378:45 1.01 1173 1185 3.1 7.37 70.0 Yes 22.2
14 /7.40 0.98 772 757 3.0 7.34 69.4 Yes 33.7
15/ 8:00 1.03 510 525 2.9 7.30 69.3 Yes 51.0
16 /7:30 1.00 474 474 3.2 7.31 67.9 Yes 54.8
17 1 7:45 1.06 651 691 3.1 7.40 71.2 Yes 39.9
18 /8:30 1.07 1457 1558 3.2 7.45 72.1 Yes 17.8
19/ 8:20 1.10 1149 1264 3.1 7.43 72.3 Yes 22.6
20/ 8:30 1.11 1202 1334 3.1 7.38 71.1 Yes 21.6
21/8:20{ 1.0 919 1011 3.0 745 |  73.3 Yes 28.3
22179:20 1.05 488 512 3.1 7.40 71.1 Yes 53.3
231740 1.06 474 502 3.1 7.38 70.6 Yes 54.9
24/9:30 1.10 1179 1297 3.1 7.41 71.8 Yes 22.1
25/8:15] 0.98 1273 1247 3.4 747 | 708 Yes 20.4
26/8:10 0.99 1050 1039 3.3 7.45 70.9 Yes 24.8
277800 0.98 1107 1085 3.5 7.46 70.1 Yes 23.5
2878:10 0.91 694 632 3.4 7.44 dQ.S Yes 37.4
29/7:50 0.90 488 440 3.3 7.50 71 4 Yes 53.2
30/8:30 0.87 529 460 3.3 7.48 T}O.T Yes 49.2
31/7.45 0.87 1082 941 3.6 7.40 d?.2 Yes 24.0
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