OHA - Drinking Water Program - Turbidity

County: Hood River

System Name: Mt Hood Meadows Spring

IDi#: 4191167

Manth/Year: Feh-2022

Day PS::EZfrore PsFlﬂfef:er PSID %ilfnz\éh:i'&: angzi:ur[l:\il{:‘iltj’] Highest Reading of the day T INTU]
1 36.0 32.0 5.0 25 0.17 0.17
2 38.0 37.5 1.5 25 0.16 0.16
3 33.0 250 8.0 25 0.17 0.17
4 36.0 30.0 6.0 25 0.16 0.16
5 35.0 28.0 7.0 25 0.18 0.18
6 38.0 37.0 1.0 25 0.20 0.20
7 36.0 37.0 1.0 25 0.16 0.16
8 35.0 28.0 7.0 25 0.17 0.17
i 38.0 37.5 1.0 25 0.20 0.20
10 38.5 0.7 1.5 25 0.18 0.18
11 33.5 25.0 8.0 25 0.17 0.17
12 38.5 37.5 1.0 25 0.18 0.18
13 38.0 37.0 1.5 25 0.19 0.19
14 38.0 37.5 1.6 25 0.18 0.18
15 37.0 35.0 3.0 25 0.17 0.17
16 385 37.5 1.5 25 0.18 0.18
17 37.5 35.0 3.0 25 0.17 0.17
18 38.5 37.5 1.5 25 0.16 0.16
19 34.0 27.5 7.0 25 0.18 0.18
20 38.0 37.5 1.5 25 0.18 0.18
21 37.5 36.5 1.5 5 0.20 0.20
22 38.0 36.0 1.5 25 0.18 0.18
23 37.5 37.0 1.5 25 0.17 0.17
24 38.0 37.0 1.5 25 0.16 0.16
25 35.0 28.0 6.5 25 0.17 0.17
26 38.0 37.9 1.5 25 0.18 0.18
27 34.0 26.0 7.0 25 0.19 0.19
28 38.0 37.0 1.5 25 0.21 0.21
Cartridge & Bag Filtration s Monthly Summary (Answer Yes or No)
95% of daily turbidity readings s 1 NTU? Yes) No °T'5(’5"°‘ ‘;‘;"c’;’)"a‘f’ All CI2 residuat at entry point = 0.2 mgi?
All daily turbidity readings < 5 NTU? Yesil No %ﬁ; No @ No

Notes: PSl= pounds per square inch

PSID = pounds per square inch difference (before filter - after fliter)

PSID When to Change Filter = look in manual for manufacturer's
T ncluding conlinuaus NTU data, if applicable, for cptimization recarding purposes. Compliance valugs in Daily Tqrpl:ﬁfy Reading column may riot

comsspond 1o conlinuous readings’ meximum.

=
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PHONE #: { 508)337-222 CERT #: 6903




OHA - Drinking Water Program - Surface Water Quality Data Form

[ wrp-:

Disinfection

System Name: Mt. Hood Meadows Spring ID#: 4191167-A Month-Year: Feh-2022 Gif::ie:htog 1
Date / Time Rﬂg;:irz:r;tc ‘Ilzst Contact Time Actual CT Temp pH Required CT | CT Met?? P?:n?aonut;w
User(C)* M Flow
[ppm or my/L] [minutes] CXT | formula Yes/No IGPM]
1/8:15 0.85 1176 1000 33 7.47 70.3 Yes 221
21845 0.83 952 790 3.2 7.53 72.1 Yes 27.3
3/8:30 0.84 934 785 3.3 7.55 72.3 Yes 27.8
4/8:10 0.92 756 695 3.2 7.48 71.6 Yes 34.4
51750 0.99 533 528 3.3 7.41 69.9 Yes 48.8
6/7:45 0.99 494 489 32 7.39 69.8 Yes 52.7
7/7:30 1.02 1072 1094 3.3 7.37 69.1 Yes 24.3
8/8:00 1.10 1347 1482 3.5 7.37 68.8 Yes 19.3
9/10:30 0.99 962 952 3.9 7.38 68.2 Yes 27.0
10/ 8:50 1.10 995 1095 3.3 7.43 71.3 Yes 26.1
1178:30 1.15 894 1028 3.3 7.41 71.2 Yes 29.1
12/7:10 1.16 496 575 3.2 743 72.3 Yes 52.4
13/7:50 1.18 558 658 2.2 7.36 70.2 Yes 46.6
14/ 7:45 1.18 1185 1398 3.6 7.33 68.0 Yes 21.9
15/ 8.00 1.17 1187 1389 3.3 7.38 70.6 Yes 21.9
16/ 8:45 1.16 088 1146 3.4 7.50 73.2 Yes 26.3
17 /1 8:50 1.18 1064 1256 3.4 7.40 70.7 Yes 24.4
18 /8:30 1.15 877 1008 3.4 7.35 69.2 Yes 29.7
19/7:45 1.12 499 559 3.3 7.37 69.9 Yes 52.1
20/7:50 1.10 630 693 3.3 7.35 69.2 Yes 413
21/7:45 1.02 654 668 3.3 7.53 73.3 Yes 30.7
22 /8:30 1.04 863 898 3.4 7.58 74.3 Yes 30.1
23/8:30 1.00 963 963 3.4 7.65 75.9 Yes 27.0
24/ 9:00 1.01 793 801 3.3 7.63 75.9 Yes 32.8
25/ 8:00 1.05 789 829 3.3 7.61 75.7 Yes 33.0
26 /8:10 1.04 461 479 3.4 7.61 75.1 Yes 56.5
27 17:50 1.12 591 662 33 7.57 75.2 Yes 44.0
281745 1.09 3182 3469 3.2 7.48 73.0 Yes 8.2

2 i GI2 at entry point < 0.2 mg/l or CT not met, DWF to be notified by end of next business day.
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