OHA - Drinking Water Program - Turbidity
County: Hood River

System Name: Mt Hood Meadows Spring ID#: 4191167 Month/Year: March-2022
Day Ps:_g:'m Ater psp | P50 Wnen to g:zlmbmy Highest Reading of the day ' INTU]
1 38.5 375 1.5 25 0.17 0.17
2 38.0 370 15 25 0.16 0.16
3 38.0 375 1.0 _ 28 0.18 0.18
4 33.0 250 75 25 0.17 0.17
5 38.0 37.0 15 _ 25 0.18 0.18
6 38.0 375 1.0 25 0.20 0.20
R ¢ 375 375 1.0 e F 0.18 0.18
8 35.0 31.0 40 25 0.17 0.17
B 37.5 375 10 . 0.17 0.17
10 380 0.7 20 25 0.17 0.17
11 38.0 370 1.5 25 0.19 0.19
12 38.0 37.0 1.5 25 017 0.17
13 33.0 250 6.0 25 0.16 0.16
14 365 325 40 25 0.20 0.20
15 36.0 34.0 20 _ 25 0.17 0.17
16 35.0 230 70 _ 28 0.18 0.18
17 36.0 340 20 28 0.17 0.17
18 38.0 375 1.5 25 0.18 0.18
19 35.0 285 6.0 28 0.18 0.18
20 38.0 37.0 1.5 25 0.17 0.17
21 38.0 36.0 1.5 25 0.17 017
22 37.0 340 25 ¥ 0.17 017
23 385 375 15 = B 0.17 0.17
24 370 320 40 25 0.18 0.18
25 35.0 270 8.0 25 0.16 0.16
jreN 345 335 8.5 _25 0.17 0.17
27 38.0 37.0 1.0 25 0.17 017~
: 28 38.0 37.0 20 25 0.17 0.17
B 385 ar5 15 25 0.16 0.16
30 340 250 100 28 0.18 0.18
31 36.0 315 6.0 25 0.17 0.17
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OHA - Drinking Water Program - Surface Water Quality Data Form | wre.: B4 B
System Name.  Mt. Hood Meadows Spring ID#: 4191167-A Morth Year  Mar-2022 %ﬁ 1
Mil'.nimun % Contact Time g Pesk Hourly
Date / Time | Residual at 1st Actual CT Temp pH Required CT| CTMet?? | Demand
User(C)? m : Flow
[ppm or mg/L] [minutes) CXT [ C] formula Yes / No [GPM]
1/8:20 1.02 2012 2053 3.3 7.40 69.9 Yes 12.9
2/8:40 1.03 1301 1340 34 7.38 69.0 Yes 20.0
3/7:00 1.05 781 821 3.3 7.39 69.9 Yes 333
4/8:00 1.04 691 719 3.5 7.51 71.9 Yes 37.6
5/7:45 1.08 516 557 3.0 - 76.4 Yes 50.4
6/9:00 0.97 509 493 34 759 | 739 Yes 51.1
7/14:45 0.95 1217 1156 34 | 763 749 Yes 21.4
8/9:10 0.98 1400 1372 3.3 7.60 74 .8 Yes 18.6
9/845 0.95 782 743 3.3 7.58 74.0 Yes 33.3
10/7:00 0.98 691 677 <) 7.59 75.1 Yes 37.6
11/7:20 0.96 723 694 ;e 7.50 72.4 Yes 35.9
12/7:15 0.97 538 522 3.3 7.60 74.7 Yes 48 4
(13 /8:10 0.94 557 524 <8 7.44 71.2 Yes 46.6
14 /7:35 1.06 1094 1159 34 7.40 69.7 Yes 23.8
15/10:30f 1.05 1618 1699 3l T e Yes 01
16/ 8:00 1.08 729 787 3.1 P 75.4 Yes 39.7
171 9:00 1.07 764 817 3.2 7.58 75.6 Yes 34.0 |
18/8:15 1.08 840 907 3.1 7.54 75.1 Yes 31.0
19/8:10 1.10 597 657 3.1 7.51 74 .4 Yes 435
20/7:30 1.11 545 605 3.2 7.43 71.9 Yes 477
21/7:30 1.15 963 1108 3.2 7.44 72.5 Yes 27.0
22/7:30 1.18 742 876 < 3 7.49 741 Yes 35.0
23/8:30 1.15 744 856 3.1 7.45 73.2 ~ Yes 349
24 /10:50f 1.18 669 789 3.2 7.40 7 Yes 38.9
25/8:30 1.20 625 750 3.0 7.39 72.6 Yes 416
26 /8:00 1.20 602 722 aal 7.40 72.3 Yes 43.2
27 /7:30 1.18 585 691 3.2 7.41 71.9 Yes 444 |
28/7:15 1.17 1696 1984 3.2 7.45 72.9 Yes 156.3
29/8:30 1.16 1453 1685 31 7.48 74.1 Yes 17.9
30/8:10 1.17 1862 2179 3.1 7.48 742 Yes 14.0
31/10:00{ 1.10 852 937 o ] 7.47 72.8 Yes 30.5
7 If CI2 at entry point < 0.2 mgh or CT not met, DWP to be notfied by end of next business day. Revisad February 2012
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