OHA - Drinking Water Program - Turbidity

County:

Hood River

System Name: Mt Hood Meadows Spring

1Dé#: 4191167

Month/Year:

April-2022

pay | Poece | PR | PSI %st’nl;wge e s ituy | Highest Reading of the day ' [NTU]

1 38.0 3705.0 1.5 75 0.17 0.17

2 38.5 37.5 1.5 25 0.18 0.18

3 38.0 37.0 1.5 25 0.18 0.18

4 37.0 34.0 4.0 25 0.21 0.21

5 38.0 37.0 1.6 25 0.18 0.19

6 38.5 37.0 3.0 25 0.18 0.18

7 38.0 3705.0 1.0 25 0.18 0.18

8 38.0 37.0 1.5 25 0.19 0.19

9 38.0 35.0 3.0 25 0.19 0.19

10 38.0 37.0 1.5 25 0.20 0.20

11 38.0 37.0 2.0 25 0.21 0.21

12 38.0 37.0 1.5 25 0.18 0.18

13 38.0 37.0 1.0 25 0.18 0.18

14 38.0 37.0 2.0 25 0.19 0.19

15 36.5 34.0 4.5 25 0.18 0.18

16 38.0 37.0 2.0 25 0.18 0.18

17 38.0 37.0 1.0 25 0.19 0.19

18 38.0 37.0 2.0 25 0.20 0.20

19 38.0 37.5 1.5 25 0.18 0.18

20 38.0 37.0 1.5 25 0.18 0.19

21 34.0 25.0 9.5 25 0.18 0.18

22 38.0 37.5 1.5 25 0.19 0.19

23 35.0 25.0 10.0 25 0.18 0.18

24 38.0 37.0 2.5 o5 0.19 0.19

25 38.0 36.5 3.0 25 0.18 0.18

26 38.0 37.0 2.0 25 0.18 0.18

27 37.5 33.0 5.0 25 0.17 0.17

28 34.5 26.0 9.0 25 0.19 0.19

29 35.0 26.0 9.0 25 0.18 0.18

30 38.0 375 1.5 25 0.19 0.19

Cartridge & Bag Filtration Monthly Summary {Answer Yes or No)
95% of dally turbidity readings = 1 NTU? a5y No CTE('::; i‘:d'f)da"? Ali Gi2 residug! at entry point 2 0.2 mg/I?
All daily turbidity readings < 5 NTU? 8 No Kes) No @f No

Notos: PS| = pounds per square inch PRINTED NA@ Flagn’c‘ia%amg':
PSID = pounds per square inch difference {before filter - after fliter) SIGNATURE: Mﬁ AN DATE: 05/05/22
PSID When to Ghangs Ellter = look in manual for manufacturer's PHONE #: ( 503)33742222 [CERT #:6908 |

M =
T Ingtuding continwous NTU dala, if applicable, for oplimization recarding purpeses. Gempliance values in Daily Turbidity Reading colurn may not
corraspond o conlinuous readings’ maximum.



OHA - Drinking Water Program - Surface Water Quality Data Form | wre-:
System Name: Mit. Hood Meadows Spring ID#: 4191167-A Monih-Year: April-2022 ?;?;%fm 1
nacuv:
Date / Time Rﬂglsr:;rﬂlalﬂgzst C°“‘T‘T3§Time Actual CT | Temp o | RequredCT| oTmerr? | Demand
User(C)? Fiow
ppmormg/L] [ [minutes] CXT [ Cl formula Yes /No [GPM]
1/7:30 1.10 1160 1276 3.2 7.68 78.7 Yes 22.4
21/6:50 1.11 783 870 3.1 7.65 78.5 Yes 33.2
3/7:20 1.09 791 862 .3 7.60 75.8 Yes 32.9
4/8:00 1.06 1630 1728 3.1 7.52 744 Yes 16.0
5/8.20 1.06 957 1033 3.0 7.58 76.7 Yes 27.2
B /750 1.04 821 854 S 7.59 75.6 Yes 31.7
7 /850 1.03 1194 1230 3.2 7.60 75.8 Yes 21.8
8/8:00 1.03 1303 1342 3.3 7.58 74.7 Yes 20.0
9/8:10 1.01 851 859 3.2 7.65 77.0 Yes 30.6
10/7:30 1.00 676 676 3.2 7.70 78.3 Yes 38.5
1117:45 1.00 1528 1528 3.2 7.70 78.3 Yes 17.0
12 7/9:10 1.00 1283 1283 3.0 7.80 80.7 Yes 20.3
13/8:10 1.01 1101 1112 32 7.75 79.9 Yes 23.6
14 /13.15 1.03 776 800 3.4 7.80 80.4 Yes 33.5
16/7:50 1.00 829 829 3.2 7.80 81.3 Yes 31.4
16 /7:20 1.00 666 666 3.2 7.81 81.6 Yes 39.0
17 17:30 1.02 674 688 3.1 7.82 82.6 Yes 38.6
18/7:30 1.00 1322 1322 3.2 7.81 81.6 Yes 19.7
19/ 8:45 1.01 1357 1371 3.2 7.88 83.8 Yes 19.2
20/8:30 1.00 1288 1288 3.1 7.74 80.1 Yes 20.2
217845 1.05 1155 1212 3.2 7.70 78.8 Yes 22.5
22 /8:30 1.04 986 1025 3.1 7.73 80.1 Yes 26.4
237810 1.05 680 714 3.0 7.50 74.2 Yes 38.3
241730 1.06 746 791 3.1 7.55 75.2 Yes 34.9
25/7:30 1.05 3070 3223 3.1 7.51 74.0 Yes 8.5
26/7.30 1.09 3945 4300 3.1 7.49 73.8 Yes 6.6
27 18:00 1.10 3048 3353 3.2 7.50 73.7 Yes 8.5
2817945 1.09 3730 4066 3.3 7.39 70.2 Yes 7.0
29/9:10 1.10 1035 1139 3.2 7.38 70.5 Yes 25.1
30/9:30 1.05 1188 1248 3.1 7.38 70.6 Yes 21.9

2§ CI2 at entry point < 0.2 mgfi or CT not met, DWP to be notified by end of next business day.
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