COHA - Drinking Water Program - Turbidity

County: Hood River
System Name: Mt Hood Meadows Spring  |D#: 4191167 Month/Year: May-2022
Day || PSR | Plaer | paip | Foib Whento | Dally Tubldly | 4yghest Reading of the day * [NTUJ
1 38.0 37.5 1.0 25 0.17 0.17
2 38.0 37.5 1.5 25 .18 0.18
3 38.0 38.5 1.5 25 0.18 0.18
4 38.0 37.5 1.5 25 0.17 0.17
5 35.0 28.5 7.0 25 0.18 0.18
<] 35.0 27.0 8.5 25 0.17 0.17
i 34.0 22.0 13.0 25 0.20 0.20
8 Plant Off
9 38.0 36.5 2.0 25 0.18 0.18
10 34.5 24.0 11.0 25 0.12 G.19
11 38.0 37.5 1.5 25 0.19 0.19
12 35.0 25.0 11.0 5 0.18 0.18
13 Plant Off
14 Plant Off
15 Plant Off
16 32.5 18.0 14.0 25 0.17 017
17 38.0 37.0 1.0 25 0.17 0.17
18 38.0 37.0 1.0 25 0.18 0.18
19 38.0 37.0 1.5 25 0.19 0.19
20 Plant Off
21 Plant Off
22 Plant Off
23 34.0 22.5 11.5 25 0.18 0.18
24 38.0 37.5 1.5 25 0.17 0.17
25 34.5 23.5 11.5 25 0.17 0.17
26 38.0 37.5 1.5 25 0.18 0.18
27 Plant Off
28 Plant Off
29 Plant Off
30 Plant Off
31 33.0 19.0 14.0 25 0.17 0.17
Cartridge & Bag Filtration Monthly Summary (Answer Yes or No)
05% of daily turbidity readings < 1 NTU? Yes /Mo CT'S('::; ;‘;E;%dﬂy? A €12 residual at entry paint 0.2 mail?
All daily turbidity readings = 5 NTU? Yes/No Yes/No Yes I No
Notes: PSI=pounds por square [nch PRINTED NAME: Patricio Ramos
PSID = pounds per square Inch difforanico (before fliter - aftar filtar) ISIGNATURE: ]|DATE: ns/os/22

PSID When to Change Fiiter = look in manual for manufacturer's

[PHONE #: (503)337-2222

{[CERT # : 8903

1 Incluging continuous NTU dala, if spplicable, for optimization recording purposes. Compliance values in Daily Turbidity Reading column may not

corraspond to continuous readings’ maximum,




OHA - Drinking Water Program - Surface Water Quality Data Form

| wrp-:

Disinfection

system Name: [Vit. Hood Meadows Spring ID#:; 4191167-A Month-Year: May-2022 Gilar:ia:i Log 1
Date / Time R“QSB"J:IZE 1|2$t ContactTime | pcyaicT | Temp oH || Required CT | CT Met?? e
User (C)? M Flow
{opm or mg/L} [minutes] CXT [° €l formula Yes / No [GPM]
1/8:00 1.03 684 704 3.2 7.39 70.2 Yes 38.0
2/7:30 1.02 2971 3031 3.2 7.37 69.6 Yes 8.8
3/7:30 1.04 5068 5271 3.1 7.36 70.0 Yes 5.1
418:15 1.03 3806 4013 3.2 7.34 68.9 Yes 6.7
57845 1.02 2562 2613 3.0 7.35 70.0 Yes 10.2
6/8:20 1.05 1447 1519 2.9 7.45 73.4 Yes 18.0
7 /8:00 1.03 609 627 3.0 7.38 70.9 Yes 42.7
8/79:00 0.96 1666 1599 3.1 7.39 70.1 Yes 15.6
9/8:15 0.97 2678 2597 3.9 7.38 68.0 Yes 9.7
10/8:30 0.95 2401 2281 3.7 7.40 67.4 Yes 10.8
11/8:20 0.99 1995 1975 3.7 7.39 67.5 Yes 13.0
12/7:00 1.00 2207 2207 3.2 7.40 70.2 Yes 11.8
13/ 9:30 0.94 2133 2005 3.0 7.42 71.2 Yes 12.2
14/ 7:00 0.98 4648 4555 3.2 7.45 71.3 Yes 5.6
15/7:.00 1.01 3055 3086 3.0 7.50 73.9 Yes 8.5
16/9:10 0.95 1596 1516 3.0 7.58 75.6 Yes 16.3
17 110:00 1.02 2999 3059 3.1 7.48 72.9 Yes 8.7
18/7:15 1.01 2772 2800 3.1 7.55 74.7 Yes 9.4
19/ 8:00 1.01 2757 2785 3.0 7.50 73.9 Yes 9.4
20/710:20 0.98 3740 3666 3.3 7.61 75.1 Yes 7.0
21/78:50 0.92 2908 2676 3.0 7.60 75.8 Yes 8.9
22 /6:00 0.99 5227 5175 3.2 7.64 76.5 Yes 5.0
2319:00 1.02 2905 2963 2.9 7.70 80.2 Yes 8.0
24 /7:50 1.00 3030 3030 3.0 7.70 79.4 Yes 8.6
2571 9:45 0.97 3152 3057 3.2 7.64 76.4 Yes 8.3
26 /7:50 0.96 2669 2563 3.1 7.65 774 Yes 9.7
27 719:.00 0.98 3382 3314 3.3 7.65 76.2 Yes T
28/6:00 0.95 5760 5472 3.6 7.65 744 Yes 4.5
29/6:10 0.96 51563 4946 3.1 7.83 82.4 Yes 5.0
30/6:40 0.99 6234 6171 3.3 7.80 80.6 Yes 4.2
31/8:30 0.97 2772 2689 3.1 7.80 81.6 Yes 9.4

21f CI2 at entry point < 0.2 mg/l or CT not met, DWP to he notified by end of next business day.
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