OHA - Drinking Wat~r Program - Turbidity

County: Hood River
System Name: Mt Hood WMeadows Spring  ID#: 4191167 Manth/Year: July-2022
Day | PSLuefore | PSIAfer | ooy e | e 2 eighest Ruading of ine day " TNTU]
1 36.0 25.0 11.0 0 0.21 0.21
2 38.0 37.0 2.0 25 0.20 0.20
3 37.0 35.0 2.0 25 0.20 0.20
4 38.0 36.0 2.0 25 0.20 0.20
5 28.0 37.0 1.5 25 0.17 0.17
6 37.5 37.0 1.0 25 0.17 0.17
7 37.5 37.0 1.5 25 Q.17 0.17
8 38.0 37.0 1.0 25 0.20 0.20
9 37.5 36.0 2.0 25 0.19 0.18
10 38.0 37.0 2.0 25 0.20 0.20
11 34.0 215 12.5 25 0.18 0.18
12 38.0 37.0 1.5 25 0.17 0.17
13 34.0 21.0 12.5 25 0.17 0.17
14 37.5 36.0 1.5 25 0.21 0.21
15 37.0 36.0 2.0 25 0.15 0.15
16 38.0 37.0 2.0 25 0.19 0.19
17 38.0 37.0 2.0 25 0.20 0.20
18 38.0 37.5 1.5 5 0.17 0.17
19 33.0 28.0 5.5 25 0.18 0.18
20 38.0 37.0 1.0 25 0.17 0.17
21 33.5 31.0 3.5 25 0.16 0.16
22 38.0 37.0 2.0 25 0.20 0.20
23 38.0 37.0 1.0 25 0.20 0.20
24 38.0 37.0 2.0 25 0.20 0.20
25 38.0 38.0 1.0 25 0.18 0.18
26 38.0 37.0 1.0 25 0.18 0.18
27 38.0 37.0 1.0 25 0.20 0.20
28 38.5 37.5 2.5 25 0.17 0.17
29 38.0 37.0 1.0 25 0.19 0.19
30 38.0 37.0 2.0 25 0.20 0.20
31 38.0 38.0 2.0 25 0.20 0.20
Cariridge & Bag Filtration Monthly Summary (Answer Yes or No)
95% of daily turbidity readings s 1 NTU? Ye// No c"*’(’::; :‘;‘;’5"“’” All CI2 residual at entry point z 0.2 mgn?
All daily turbidity readings = 5 NTU? %5 No Yes) No GJSI 0
Notes: PSl= pounds per square Inch

PRINTED NAKIE} |Patri€To Ramosys

[DATE: 08/09/22

PHONE #: ( 503)337-2222 A" CERT # : 6303

¥ Inolirding continuous NTU data, if applicable, for oplimization recording purposes. Complisncs values in Daily ']‘urbidilyﬁgading column may not
torrespond lo conlinugus readings’ maximum.

PSID = pounds per square Inch difference (before filter - after filter)

PSID When to Chango Filter = look in manual for manufacturer's




OHA - Drinking Water Program - Surface Water Quality Data Form WTP-:
System Name: NMit. Hood Meadows Spring 1D#: 4191167-A Month-Year:  July-2022 2%:;55{:;2; 1
Date / Time Rhen:srllllr::ln;tc ‘Ilzst Contaz%Time Actual CT Temp pH Required CT || CT Met? 2 P?:mHa?wL::lﬂy
User (C)? Flow
ippm or mg/L] [minutes] CXT [° C] formuta Yes/ No [GPM]
1/7:30 1.21 2714 3284 5.2 7.65 68.7 Yes 9.6
21630 1.18 2587 3053 5.2 7.62 67.7 Yes 10.1
3/9:00 1.10 3480 3839 5.3 7.69 68.4 Yes 7.5
4 /10.00 1.10 2766 3043 5.3 7.64 67.1 Yes 04
5/13:20 1.14 1988 2266 5.2 7.68 68.9 Yes 13.1
6/8:30 1.12 4981 5579 6.5 7.63 61.8 Yes 5.2
771925 1.06 3044 3227 8.4 7.61 61.3 Yes 8.5
8/7:00 1.17 3812 4460 6.5 7.54 60.1 Yes 6.8
9/6:00 1.20 2857 3429 6.6 7.58 60.8 Yes 9.1
10/ 8:00 1.17 3084 3609 7.1 7.59 58.8 Yes 8.4
11/7:40 1.08 3325 3591 6.9 7.70 614 Yes 7.8
127750 1.09 3023 3295 7.0 7.67 60.4 Yes 8.6
13/8:35 1.10 3037 3341 6.9 7.68 61.1 Yes 8.6
14 / 8:40 1.10 2200 2420 6.9 7.67 60.8 Yes 11.8
15/ 7:40 1.11 597 663 8.2 7.66 55.6 Yes 43.6
16/ 6:55 1.12 1408 1577 8.1 7.69 56.6 Yes 18.5
17 1 8:30 1.12 897 1005 8.4 7.65 54.7 Yes 29.0
18/7:30 1.15 2587 2975 8.5 7.64 54.3 Yes 10.1
19/ 8:20 1.00 1961 1961 8.4 7.67 54.3 Yes 13.3
20/8:30 0.98 2483 2434 8.5 7.70 54.4 Yes 10.5
21/8:20 0.95 1819 1728 8.6 7.74 54.7 Yes 14.3
221740 0.94 687 646 0.2 7.68 51.3 Yes 37.8
23/7:25 0.96 2706 2597 9.2 7.69 51.6 Yes 0.6
24/7:18 0.98 2319 2273 9.1 7.82 54.6 Yes 11.2
251750 0.96 2428 2331 0.2 7.80 53.7 Yes 10.7
267/7:30 0.64 2488 2339 9.1 7.80 53.9 Yes 10.5
27 7/9:00 0.95 1506 1430 8.1 7.79 53.8 Yes 17.3
28 /10:30 0.94 2328 2188 0.2 7.81 53.8 Yes 11.2
291750 0.94 456 428 9.9 7.80 51.1 Yes 671
30/8:.15 0.92 2126 1956 10.0 7.78 50.3 Yes 12.2
31/8:30 0.95 3140 2983 9.9 7.80 51.2 Yes 8.3

2K Cl2 at entry point < 0.2 mg/l or CT not met, DWP to be notified by end of next business day.
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