OHA - Drinking Water P - Turbidit
County: Hood River
System Name: Mt Hood Meadows Spring ID#: 4191167 Mont/Year: Aug-2022
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1 38.5 38.5 15 25 0.17 017
2 375 375 2.0 25 0.19 0.19
3 31.5 27.0 5.0 25 0.17 0.17
4 38.0 38.0 1.0 25 0.18 0.18
5 38.0 38.0 2.0 25 0.23 0.23
6 38.0 38.0 1.0 25 0.23 0.23
7 38.0 38.0 20 25 0.22 022
8 38.5 37.5 15 25 0.17 017
9 38.0 38.0 15 25 0.18 0.18
10 38.0 38.0 1.0 25 0.17 0.17
11 38.0 38.0 1.0 25 017 0.17
12 38.0 38.0 1.0 25 0.19 019
13 38.5 38.5 1.0 25 0.18 0.18
14 38.0 38.0 10 25 0.19 0.19
15 34.0 31.0 5.0 25 0.16 0.16
16 38.5 38.5 1.0 25 017 0.17
17 38.0 375 1.0 25 0.16 0.16
18 38.0 38.0 1.0 25 0.16 0.16
19 35.0 33.0 20 v 0.16 0.16
20 38.0 38.0 1.0 25 0.15 0.15
21 39.0 39.0 1.0 25 0.17 0147
22 38.0 38.0 15 25 0.17 0.17
23 38.0 38.0 1.0 20 0.17 0.17
24 38.0 38.0 1.0 25 0.16 0.16
25 38.0 38.0 1.0 25 0.23 0.23
26 38.5 38.0 0.5 25 0.21 0.21
27 38.0 38.0 1.0 25 0.17 0.17
28 38.0 37.0 20 25 0.19 0.19
29 340 31.0 55 25 0.20 0.20
30 38.0 37.0 15 25 0.15 0.15
31 38.0 38.0 1.5 25 0.23 0.23

. Cantridge & Bag Filtration LN Yes or No
85% of daly turbidity readings = 1 NTU? " Yesl No m"‘f"»;’;"" All C2 residhul at eqiry port 202 mgi?
Al dsiy turbidity readings = 5 NTU? s Yes ﬂ::;
= pounds per square Inch NTED . : T )
ID = pounds per square inch difforence (befors filter - afinr fitor) NATURE: TE: ONO8/Z2
SID When to Change Filter = leok in manual for manufactsrnr's specifications PHON 331% ERT # - 6003

Inchucing continuous NTU datx. # applicadie, for optimieation meoring purposes. memmhMYMyw:mmmm
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OHA - Drinking Water Program - Surface Water Quality Data Form [ we-
System Name:  Mt. Hood Meadows Spring ID#: 4191167-A Monthvear  Aug-2022 a&j: 1
Date / Time R::.':E:n";ﬂ;: Com::%nme Actual CT Temp pH Required C1 CT Met? £ P?)a:"ic::’ny
User(C)’ Flow
ppm or mgiL] [minutes) CXT [ C) formula Yes /No [GPM]
1/7:40 0.94 1105 1039 10.1 7.83 51.0 Yes 235
2/8:55 0.94 1402 1318 10.9 7.70 46.2 Yes 18.6
3/11:50 0.94 408 384 10.5 T Lo 48.3 Yes 63.7
4/8:00 0.92 1218 1121 108 7.67 459 Yes 213
5/745 0.94 2918 2743 10.7 7.76 478 Yes 89
6/8:30 0.92 2289 2106 108 7.71 46.5 Yes 114
7/8:30 0.90 1399 1259 113 7.73 45.2 Yes 18.6
8/7:40 0.92 1916 1763 31.1 7.63 443 Yes 136
9/11:00 0.93 2569 2389 11.2 7.62 439 Yes 10.1
10/7:00 0.91 1416 1289 109 7.64 45.0 Yes 184
11/8:00 0.90 1279 1151 11.0 7.62 444 Yes 20.3
12/6:05 0.89 2740 2438 152 7.60 434 Yes 9.5
13/7:25 0.82 1339 1098 113 7.54 419 Yes 19.4
14 /9:00 0.86 1396 1201 116 .53 41.2 Yes 18.6
15/8:50 0.85 1211 1029 11.0 7.67 449 Yes 215
16/7:30 0.90 2781 2503 11.5 7.63 43.1 Yes 94
17/7:25 0.88 1248 1098 116 7.65 43.0 Yes 20.8
18/7:40 0.91 1374 1251 121 7.63 415 Yes 18.9
19/8:30 0.91 2392 2177 122 7.65 415 Yes 10.9
20/7:35 092 1124 1034 11.9 7.64 422 Yes 23.1
21/10:35 0.89 1399 1245 12.0 7.55 40.5 Yes 18.6
22/9:30 0.89 3055 2719 12.1 7.53 40.0 Yes 8.5
23/10:40 0.94 1418 1333 12.1 7.59 41.0 . Yes 18.3
24 /10:35 0.95 1389 1319 12.1 7.66 421 Yes 18.7
25/11:40 0.95 1380 1311 119 7.63 422 Yes 18.8
26 /9:25 0.92 2572 2366 119 7.59 415 Yes 10.1
27 /7:50 0.93 3504 3259 12.0 7.58 411 Yes 74
28/7:45 0.95 1412 1341 121 7.54 404 Yes 18.4
29/8:45 0.98 2423 2375 12.0 7.70 43.1 Yes 10.7
30/7:35 0.98 1380 1352 12.0 7.72 434 Yes 18.8
31/8:55 0.96 2082 1998 12.0 7.73 435 Yes 12.5
*1f CI2 3t entry point < 0.2 mgfl or CT not met, DWP 1o be notfied by end of next business day. Ravised Fabeyary 2012
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