OHA - Drinking Water Program - Turbidity

County: Hood River
System Name: Mt Hood Meadows Spring  ID#: 4191167 MonthiYear; Sept-2022
ooy | " ier | “Fiter | PSP | Chonce riter | mensnainity | Hshest Roading of e day " INTU)
1 38.0 37.0 1.5 25 0.18 0.18
2 38.0 37.0 1.5 25 0.19 0.19
3 38.0 37.0 1.5 25 0.17 0.17
4 38.0 37.0 1.0 25 0.18 0.18
5 39.0 37.0 1.5 25 0.17 0.17
6 38.0 37.0 1.5 25 0.21 0.21
7 38.0 36.0 2.0 25 0.16 0.16
8 38.0 37.0 1.5 25 0.22 0.22
9 38.0 37.0 2.0 25 0.21 0.21
10 38.0 37.0 2.0 25 0.22 0.22
14 38.0 36.5 1.5 25 0.19 0.19
12 38.5 37.0 1.0 25 0.17 0.17
13 38.0 37.0 1.0 25 0.18 0.18
14 34.5 30.0 6.0 25 0.17 0.17
15 33.0 22.0 11,0 25 0.18 0.18
16 37.5 36.0 1.5 25 0.20 0.20
17 37.5 36.0 2.0 25 0.19 0.19
18 38.0 36.0 2.0 25 0.20 0.20
19 38.0 37.0 1.0 25 0.17 0.17
20 Plant Off
21 Plant Off
22 38.0 36.5 1.5 25 0.18 0.18
23 37.5 36.0 1.5 25 0.21 0.21
24 38.0 36.0 2.0 25 0.20 0.20
25 37.5 36.0 2.0 25 0.20 0.20
26 3r.b 36.0 2.0 25 0.18 0.18
27 38.5 36.5 2.0 25 0.17 0.17
28 38.6 36.5 2.0 25 0.18 0.18
29 38.5 36.5 2.0 25 0.18 0.18
30 38.0 37.0 1.5 25 0.20 0.20
Carfridge & Bag Filtration sy Monthly Summary {Answer Yes or No)
85% of dally turbidity readings 5 1 NTU? Yes ) No CTS('::;?;%‘*EW All CI2 resldual at entry point 0.2 mgn?
All daily turbidity readings <& NTU?- (;(os No { Yes | No ﬁes)No

Notes: PSI= pounds per square inch

PSID = pounds per square inch difference {before filter - after filter)
PSID When to Change Fliter = Jook In manual for manufacturer's

N e . p
PRINTED NAME) batridlo Rijnos

i~
SIGNATURE: Yo T diguaa I-PATE: 10110122 |
IPHONE #: ( 503)337-2222 \~—  |[CERT #: 6903

1 including cenlinuous NTU data, If applicable, for optimlzalion recording purposes. Complianca values In Daily

carraspond to conlinucus readings’ maximum.,

Tyhldiiy-ﬂ'aading column may not



OHA - Drinking Water Program - Surface Water Quality Data Form

WTP-:

system Name: Nlt. Hood Meadows Spring

ID#: 4191167-A Month-Year: Sept-2022

Disinfection
Gfardia Log
Inzctiv:

Date / Time R“ié".énﬂﬂf 'Ilzst ContactTime | poyaicr | Temp pH | Required GT || CT Met?? Peba:r;%lgly
User (C)? M Flow
ippm or mgiL] [minutes] CXT [°C] formula Yes [ No [GPM]
1/8:25 0.98 2637 2584 11.8 7.74 44.3 Yes 9.9
2/8:30 0.99 3041 3011 12.2 7.76 43.5 Yes 8.6
3/7:30 0.98 2273 2227 11.9 Tl D 44.2 Yes 11.4
471730 1.01 1899 1918 12.0 7.81 45.0 Yes 13.7
5/7:00 1.05 2559 2687 12.2 7.74 43.5 Yes 10.2
6 /8:00 0.99 3514 3478 12.1 7.82 44.7 Yes 7.4
7/12:55 0.9¢ 2574 2549 12.3 7.83 44.3 Yes 10.1
8/9:20 0.98 3206 3142 12.2 7.88 45.3 Yes 8.1
9/6:30 0.99 5200 5148 12.0 7.88 46.0 Yes 5.0
10/6:50 1.01 6842 6911 12.0 7.82 45.1 Yes 3.8
11/7:00 1.02 4727 4822 12.1 7.80 44.6 Yes 5.5
12/ 9:30 1.03 4063 4184 12.2 7.84 45.0 Yes 6.4
13/ 7:40 1.04 1384 1440 12.0 7.80 45.0 Yes 18.8
14 /9:20 1.05 720 756 12.1 7.82 45.0 Yes 36.1
15/ 7:40 1.03 1568 163 12.0 7.79 44.8 Yes 164.8
16 /6:30 1.01 4906 4955 12.0 7.89 46.3 Yes 5.3
17/7:00 1.03 6667 6867 11.8 7.78 45.2 Yes 3.9
18/7:35 1.02 6047 6167 11.9 7.66 43.0 Yes 4.3
19/8:50 1.04 3377 3512 11.6 7.58 42.7 Yes Aol
20/8:20 1.05 3291 3456 11.4 7.64 44.3 Yes 7.9
217735 1.01 3467 3501 11.5 7.58 42.9 Yes 7.5
22 18:15 1.01 2680 2707 11.4 7.50 42.9 Yes 9.7
23/6:00 1.01 4561 4607 11.5 7.58 42.9 Yes 5.7
24 8:30 1.02 4127 4210 11.3 7.54 42.9 Yes 6.3
25/8:00 1.04 4561 4744 11.3 7.68 45.1 Yes 5.7
26/7:45 1.00 3714 3714 11.2 7.60 44.0 Yes 7.0
27 /9:30 1.01 3824 3862 1.2 7.50 42.5 Yes 6.8
28/9:00 1.00 3250 3250 11.2 7.45 41.7 Yes 8.0
291740 1.00 2857 2857 11.0 7.44 42.1 Yes 9.1
30/7:50 1.01 3514 3549 11.0 7.50 43.1 Yes 7.4
2 |¢ GI2 at entry point < 0.2 mg/l or CT not met, DWP fo be notified by end of next business day. Revised February 2012
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