OHA - Drinking Water Program - Turbidity

County: Hood River

System Name: Mt Hood Meadows Spring

ID#: 4191167

Month/Year: Nov-2022

PS! Before

Day Filter PSFlﬂf::er ESID %ilfnvihéﬁéf g::gi':gur[?\igi& Highest Reading of the day " INTU]
1 38.5 37.0 1.5 25 0.18 0.18
2 34.0 28.0 5.5 25 0.17 0.17
3 38.5 37.0 1.0 25 0.17 0.17
4 Plant Off
5 Plant Off
6 Plant Off
iz 36.0 32.0 4.0 25 0.17 0.17
8 38.5 37.0 1.5 25 0.18 0.18
9 33.5 26.0 6.5 25 0.19 0.19
10 36.0 27.0 4.5 25 0.17 0.17
11 Plant Off
12 Plant Off
13 Plant Off
14 38.0 37.5 1.0 25 0.18 0.18
15 34.5 29.0 5.0 25 0.17 0.17
18 38.0 37.0 1.0 25 0.19 0.18
17 38.0 37.0 1.0 25 0.20 0.20
18 Plant Off
19 Plant Off
20 Plant Off
21 37.5 37.0 1.0 25 0.21 0.21
22 37.5 37.0 1.0 25 0.22 0.22
23 38.0 37.0 1.5 25- 0.22 0.22
24 Plant Off
25 Plant Off
26 Piant Off
27 Plant Off
28 37.0 32.0 3.0 25 0.186 0.16
29 32.0 30.0 2.0 25 0.17 0.17
30 . 34.0 31.0 3.0 75 0.18 0.18
Cartridge & Bag Filtration e Monthly Summary (Answer Yes or No)
95% of daily turbidity readings = 1 NTU? Yes) No CTS(’;:;%‘;%“W All C12 residual at entry point = 0.2 mg/i?
Ali daily furbidity readings < 5 NTU? %;g/ No I No s 6;5 No
Notes: PS! = pounds per square Inch PRI]\‘!:FE(D NA F.’;tri P T
PSID = pounds per sqitare inch difference (before filter - after filter) SIGNATUREA a\ jawr DATE: 12110122 |
PSID When to Change Fllter = look in manual for manufacturer'’s PHONE #: W CERT # : 6803

T Including continuous NTU data, it appliceble, for oplimization recording purposes. Gom|

correspond to continuous readings’ maximurm.

piance values in Daily'TWading column may nol



OHA - Drinking Water Program - Suiface Water Quality Data Form WTP-;
System Name: [\It. Hood Meadows Spring ID#: 4191167-A Month-Year Nov-2022 ?ZTJZ‘“EZZ 1
Inactiv:
Date / Time Rr:;?clin::g%it C"”‘?% Time § pctalcT | Temp o | e Erl crwen® | pemere.
User{(C) Flow
[ppm or mg/L] fminutes] CXT [ Cl formula Yes /No [GPM]
1/8:30 1.14 3467 3952 8.0 7.76 58.6 Yes 7.5
219:00 1.12 2796 3131 7.8 7.74 58.8 Yes 9.3
3/8:30 1.13 3377 3816 7.5 7.72 59.7 Yes 7.7
4 /9:50 10.12 3768 38133 7.1 7.74 181.3 Yes 6.9
5/10:00 1.17 2653 3104 6.5 7.40 57.2 Yes 9.8
6/8:.10 1.12 3421 3832_ 6.8 7.70 62.1 Yes 7.6
7113:45 1.10 4483 4931 7.0 7.80 63.3 Yes 5.8
8/7:50 1.15 2097 2411 6.8 7.71 62.5 Yes 12.4
9/7:40 1.06 412 437 7.1 7.56 57.4 Yes 63.1
10/ 7:45 1.08 350 378 6.9 7.60 59.2 Yes 74.2
11/7:45 0.93 353 328 6.1 7.48 58.8 Yes 73.7
12 /7:45 0.91 2476 2253 5.9 7.47 59.3 Yes 10.5
13/7:40 0.89 2796 2488 6.1 7.50 59.0 Yes 9.3
141 9.00 0.89 2600 2314 6.1 7.50 59.0 Yes 10.0
1579:30 0.90 3824 3441 8.2 7.59 60.6 Yes 6.8
16/ 8:55 0.95 3250 3088 6.1 7.57 60.9 Yes 8.0
17 17:45 1.96 2574 5046 6.3 7.48 65.4 Yes 10.1
18 /14:00 0.92 3939 3624 6.1 7.51 99.4 Yes 6.6
19/78:30 0.86 3210 2760 5.3 7.54 62.9 Yes 8.1
20/ 8:55 0.88 3377 2971 6.1 7.51 59.1 Yes 7.7
217805 0.84 4127 3467 5.9 7.59 61.4 Yes 6.3
221755 0.91 3562 32471 6.1 7.51 59.3 Yes 7.3
2379:50 0.92 4000 3680 5.6 7.52 61.6 Yes 6.5
24 /9:20 0.90 7879 7091 6.0 7.47 £8.8 Yes 3.3
25/ 8:45 0.89 4561 4060 5.3 7.48 61.8 Yes 2.7
26/7:30 0.92 4333 3987 5.8 7.51 60.6 Yes 6.0
271800 0.94 2600 2444 5.0 7.62 65.4 Yes 10.0
28 110:20 0.95 1781 1692 4.8 7.60 67.3 Yes 14.6
29/79:00 0.90 1769 1592 4.6 7.50 65.4 Yes 14.7
30/9:00 0.88 1793 1578 4.7 7.46 63.8 Yes 14.5

2 |¢ CI2 at entry point < 0.2 mg/l or CT not met, DWP fo be notified by end of next business day.
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