OHA - Drinking Water Program - Turbidity

PSID = pounds per sguaro inch difference {before filter - after filter)

PSID When to Change Filter = iock in manual for manufacturer's

PRlNTED‘NAI\:\E}

County: Hood River
System Name: Mt Hood Meadows Spring 1D 4191167 Month/Year: Dec-2022
Day | PSLBefore ) PSLAer | pgip | e D vy | Highest Reading of the day * [NTU]
1 38.5 36.0 1.5 25 0.17 0.17
2 38.5 38.0 1.5 25 0.18 0.18
3 36.0 250 | 9.0 5 0.17 0.17
4 37.5 37.0 1.5 25 0.22 0.22
5 38.5 37.5 1.5 25 0.20 0.20
6 36.5 32.0 55 25 0.17 0.17
7 38.5 37.0 2.0 25 0.17 0.17
8 38.5 38.0 1.5 25 0.18 0.18
9 38.5 38.0 1.5 25 0.18 0.18
10 38.5 36.0 25 25 0.19 0.19
11 38.0 38.0 1.5 25 0.20 0.20
12 37.5 37.0 1.5 25 0.20 0.20
13 38.0 38.0 3.5 25 0.19 0.19
14 38.0 36.0 2.5 25 0.18 0.18
15 36.5 33.0 5.0 25 0.18 0.18
16 36.0 30.0 6.0 25 0.17 0.17
17 38.0 37.5 1.5 25 0.18 0.18
18 36.5 30.0 6.0 25 0.21 0.21
19 38.0 37.0 20 25 0.17 017
20 38.5 36.0 1.5 25 0.18 0.18
21 38,5 38.0 1.5 25 0.19 0.19
22 34.0 26.0 8.0 25 0.17 0.17
23 38.0 37.0 1.5 25 0.18 0.18
24 PLANT OFF
25 34.5 24.0 11.0 25 0.20 0.20
26 38.0 38.0 1.0 29 0.21 0.21
27 38.0 38.0 1.0 25 0.18 0.18
28 35.5 25.0 11.0 25 0.19 0.19
29 36.0 27.5 9.5 25 0.17 0.17
30 36.0 28.0 9.0 25 0.18 0.18
31 38.0 37.5 1.0 25 0.19 0.19
Cartridge & Bag Filtration ) Monthly Summary (Answer Yes or No)
85% of dally turbidity readings < 1 NTU? Yes ) No CTS(';‘:; i:i’,:’)“y" All CI2 residual at entry point = 0.2 mgA?
All daily turbidity readings s 5 NTU? % No @l No @5\] Ne
Wotes: PSI= pounds per square inch
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[SIGNATURE: 4 o v J e L-DATE: 01/07/23

[PHONE #: { 5033

ariaozg S~ T JICERT #:6903

7 Including conlinuous NTU data, if applicable, for optimization recording purposes. Compliance values in Dai]y'r}bidlﬁ'Reading column may not

carraspond to conlinuous readings’ maximum.




OHA - Drinking Water Program - Surface Water Quality Data Form ] WTP-:
System Name: Vit. Hood Meadows Spring 1D#: 4191167-A Month-Year: Dec-2022 E%EEE-:; 1
’ Mir?imum Cla Contact Time ; FreakiHany

Date / Time || Residual at st Actual CT Temp pH Required CT || CT Met? ? Demand
User (C) 2 M Flow

Ippm or mg/l] [minutes] CXT [° C] formula Yes/No [GPM]
1/8:10 0.91 1270 1156 4.4 7.40 64.0 Yes 20.5
21745 0.90 934 841 4.3 7.48 66.2 Yes 27.8
37/9:30 0.87 616 536 4.1 7.45 66.2 Yes 42.2
4/11:00 0.85 590 502 3.9 7.46 67.2 Yes 44.1
5/9:.30 0.86 1145 985 4.2 747 66.1 Yes 22.7
6/8:15 0.87 1278 1112 4.1 7.60 69.9 Yes 20.3
71710 0.90 1226 1104 4.6 7.64 68.8 Yes 21.2
8/8:50 0.89 1436 1278 4.3 7.69 71.4 Yes 18.1
9/8.45 0.91 777 707 4.1 7.66 71.8 Yes 33.5
10/8:15 0.92 545 501 3.9 7.57 70.5 Yes 47.7
11/9:30 0.90 570 513 3.8 7.94 70.1 Yes 45.6
12 /8:10 0.88 1036 912 4.0 7.68 72.6 Yes 25.1
13/78:30 0.94 859 807 4.1 7.62 71.0 Yes 30.3
14/9:15 0.95 1095 1040 3.8 7.50 69.4 Yes 23.7
15/ 8:20 0.95 1093 1038 3.9 7.39 66.3 Yes 23.8
16 /8:30 0.93 885 823 3.8 7.40 66.8 Yes 204
17 / 8:00 0.94 528 496 3.6 7.38 67.3 Yes 49.2
18/ 7:45 0.92 665 611 3.8 7.38 66.2 Yes 39.1
19/ 8:00 0.90 658 592 3.7 7.40 67.0 Yes 39.5
20/9:40 0.0 891 802 3.8 7.38 66.1 Yes 29.2
217810 0.90 615 853 3.7 7.45 68.3 Yes 42.3
22 /10:20 0.89 787 700 3.8 7.46 68.0 Yes 33.1
23 18:45 0.88 3381 2975 3.9 7.45 67.2 Yes 7.7
24 /11:20 0.88 4167 3667 4.0 7.59 70.2 Yes 6.2
25/9:35 0.94 542 509 3.9 7.56 70.4 Yes 48.0
26/ 8:20 0.92 1238 1139 3.9 7.57 70.5 Yes 21.0
27 18:50 0.88 1095 963 3.8 7.48 68.4 Yes 23.8
28 / 8:45 0.90 576 519 3.7 7.45 68.3 Yes 45.1
29/9:15 0.92 488 449 3.5 7.40 68.1 Yes 53.3
30/8:20 0.92 403 454 2.3 7.40 69.0 Yes 52.7
31/8:10 0.92 539 496 3.6 7.38 67.1 Yes 48.2

2| CI2 at entry point < 0.2 mgft or CT not met, DWP o be notified by end of next business day.
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