OHA - Drinking Water Program - Turbidity

County:

Hood River

System Name: Mt Hood Meadows Spring

ID#: 4191167

Month/Year:

Jan-2023

Notes: PS5l = pounds per square inch

PSID = pounds per square inch difference (before filter - after filter)
PSID When to Change Fiiter = look In manuat for manufacturer's

2o | er | mier | PSID | oo e | resting puriy | Hohest Reading ofte day ' T
1 38.0 38.0 1.5 25 0.18 0.18
2 38.5 38.0 1.5 25 0.20 0.20
3 36.5 28.5 8.0 25 0.18 0.18
4 37.5 33.0 5.0 25 0.17 0.17
5 38.5 38.0 1.6 25 0.18 0.18
5 38.5 38.0 1.5 25 0.18 0.19
7 36.5 26.0 12.0 25 0.17 0.17
8 38.0. 38.0 1.5 25 0.19 0.19
9 38.0 37.5 1.5 25 0.18 0.18
10 38.0 37.5 1.5 25 0.20 0.20
1 38.0 38.0 1.5 25 0.19 0.19
12 38.5 38.0 1.5 25 0.22 0.22
13 36.0 26.0 10.5 25 0.16 0.16
14 36.0 25.0 12.0 25 0.16 0.16

15 37.0 35.0 3.0 25 0.20 0.20

16 38.0 38.0 1.5 25 0.17 0.17

17 38.0 38.0 1.0 25 0.18 0.18
18 38.0 36.0 2.5 25 0.18 0.18
19 36.5 25,5 11.5 25 0.18 0.18

20 36.0 25.0 11.0 25 0.18 0.19

21 36.5 24.0 12.0 25 0.17 0.17

22 38.0 37.56 2.0 25 0.19 0.19

23 38.0 38.0 1.0 =9 0.18 0.18

24 36.5 27.0 8.0 25 0.19 0.19

25 38.0 38.0 1.0 25 0.17 0.17

26 36.5 29.0 8.0 25 0.17 0.17

27 38.0 38.0 1.5 25 0.18 0.18

28 36.5 26.5 9.5 25 0.17 0.17

29 36.0 28.0 9.5 25 0.16 0.16

30 36.0 28.0 10.0 25 0.18 0.18

31 38.0 36.0 25 25 0.16 0.16

Cartridge & Bag Fiitration = Monthly Summary (Answer Yes or No}
95% of daily turbidity readings < 1 NTU? Yes) No BE5 me 2‘;;";"“"7 Al CI2 residual at entry point 2 0.2 mgA?)
All daily turbidity readings s 5 NTU? %ﬁ' No @ No Yes ) No

DATE: 02/08/23
CERT #: 6903

1 Including cantinuous NTU data, i applicable, for oplimizatien recording purposes. Compliance values in Daily Tus

correspond to continuous readings' nraximum,

bidily Rgafiing column may not



OHA - Drinking Water Program - Surface Water Quality Data Form

| wrp-:

Disinfection

System Name:  Mt. Hood Meadows Spring ID#: 4191167-A Month-Year:  Jan-2023 Gfiardfatrl Log 1
nactiv:

Date / Time Rhg;r::inl::In;tC 'l]it Contaet Time Actual CT Temp pH Required CT | CT Met?? P%E‘:nll_la?:gly
User (C)2 M Flow
fppm or mgiL] [minutes] CXT rC formula Yes / No [GPM]
1/10:40 0.90 519 467 3.6 7.35 66.3 Yes 50.1
2/8.15 0.88 488 430 3.5 7.33 66.1 Yes 53.3
3/8:45 0.83 815 758 3.5 7.38 67.7 Yes 31.9
4/8:20 0.88 024 813 3.6 7.42 67.8 Yes 28.2
5/8:45 0.90 086 887 3.4 7.60 73.6 Yes 26.4
6/9:15 0.90 826 744 3.5 7.60 731 Yes 31.9
71745 0.90 391 352 3.6 7.60 72.6 Yes 66.4
8/8:50 0.85 471 401 3.6 7.53 70.3 Yes 55.2
9/10:30 0.86 1103 948 3.4 7.61 73.5 Yes 23.6
10/9:25 0.79 856 676 3.6 7.65 73.0 Yes 30.4
117845 0.83 1033 857 3.6 7.64 73.1 Yes 25.2
12 /10:50 0.81 1524 1234 3.8 7.56 69.8 Yes 17.1
13/7:40 0.81 881 714 3.7 7.53 69.5 Yes 29.5
14 /1 7:45 0.83 396 329 3.8 7.47 67.7 Yes 65.7
1517:45 0.82 421 345 3.8 7.42 66.4 Yes 61.8
16/ 8:05 0.61 474 384 3.5 7.39 67.0 Yes 54.9
17 /6:30 0.88 1030 006 3.6 7147 69.1 Yes 25.3
18 / 9:00 0.85 889 756 3.7 7.46 68.1 Yes 29.2
19/9:40 0.80 840 672 3.6 7.50 69.2 Yes 30.9
20/9:10 0.80 615 492 3.6 7.51 69.4 Yes 42.3
21/8:15 0.76 426 323 3.5 7.47 68.6 Yes 61.1
22 1945 0.76 440 334 3.8 7.48 67.4 Yes 59.1
23 110:00 0.78 888 693 3.7 7.49 68.3 Yes 29.3
24 1 9:00 0.80 1157 926 3.6 7.58 71.2 Yes 22.5
25/9:056 0.79 838 662 3.4 7.38 67.0 Yes 31.0
26 /8:40 0.82 840 689 3.6 7.38 66.4 Yes 31.0
27 1 8:45 0.82 670 549 3.9 7.40 67.3 Yes 38.8
28/7:30 0.82 385 316 3.7 7.39 66.2 Yes 67.6
29/9:15] -0.79 483 381 3.8 7.52 68.7 Yes 53.9
30/7:40 0.82 1020 836 3.8 7.58 70.4 Yes 25.5
31/9:30 0.83 1326 1100 3.7 7.65 72.8 Yes 19.6

2 |f cI2 at entry point < 0.2 mgAl or CT not met, DWP to be notified by end of next business day.
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