OHA - Drinking Water Program - Turbidity

County: Hood River
System Name: Mt Hood Meadows Spring  1D#: 4191167 Menth/Year: Feb-2023
ooy [T | PR [ o [ e O I e et
1 38.5 38.0 1.5 25 0.17 0.17
2 36.5 25.0 10.5 25 0.17 0.17
3 38.5 37.5 1.5 25 0.18 0.18
4 36.5 27.0 8.0 25 0.17 0.17
5 36.0 28.0 8.0 25 0.16 0.16
6 36.5 28.0 10.0 25 0.17 0.17
7 37.0 30.0 7.0 25 0.17 0.17
8 36.5 28.5 8.0 25 0.17 0.17
9 36.5 30.0 7.0 25 0.16 0.16
10 36.0 28.5 8.0 25 0.18 0.18
11 37.0 28.0 8.5 25 0.17 0.17
12 38.0 37.5 1.5 25 0.19 0.19
13 Plant Off
14 36.0 26.0 10.0 25 0.18 0.18
15 36.5 25.0 11.5 25 0.17 0.17
16 38.0 37.5 1.0 Z5 0.18 0.18
17 38.0 37.0 1.0 25 0.17 0.17
18 36.5 27.0 10.0 25 0.17 0.17
19 38.0 38.0 1.0 25 0.20 0.20
20 38.0 37.0 1.5 25 0.18 0.18
21 36.0 26.0 10.0 25 0.19 0.19
22 Plant Off
23 36.0 27.0 8.0 25 0.17 0.17
24 36.0 28.0 8.0 25 0.18 0.18
25 37.0 27.5 8.5 25 0.19 0:19
26 38.0 36.5 1.5 25 0.20 0.20
27 37.5 35.5 1.5 25 0.21 0.21
28 36.0 29.5 8.0 25 0.17 0.17
Cartridge & Bag Filtration P Monthly Summary (Answer Yes or No}
95% of daily turbidity readings < 1 NTU? Yeglino || TS TS SN | All CI2 residual at entry point = 0.2 mofi?
All daily turbidity readings = 5 NTU? éﬁi No Yes )} No Yesj/ No

Notes: PSI= pounds per square Inch

PSID = pounds per square inch difference (bofore {ilter - after filter)

PSID When to Change Filter = look in manual for manufacturer's
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BATE: 03/09/23

PHONE #: ( 503)23%-2222 &~ ¥ JICERT #:6903

1 Including continuous NTU data, if epplicable, for oplimization racording purpases. Compliance valuas in Daily furhidily’Readin column may not

carrespond to continuous readings' maximum.



OHA - Drinking Water Program - Surface Water Quality Data Form | wrp-:
System Name: Mt. Hood Meadows Spring ID#: 4191167-A Month-Year Feb-2023 g?:;f{:‘li;; 1
Date / Time Resiusl st 1] ComtactTime | ooy or Temp pH | Required CT| CT Met?? i
User (C)? M Flow
[ppm or mg/L] [minutes] CXT | formula Yes/No [GPM]
1/10:00 0.88 880 774 3.7 7.70 74.6 Yes 341
21845 0.89 1056 940 3.4 7.60 73.5 Yes 28.4
378:50 0.82 831 681 3.5 7.55 711 Yes 36.1
417.45 0.84 489 411 3.4 7.50 70.5 Yes 61.3
578:30 0.86 583 501 3.5 7.49 69.9 Yes 51.5
6/8:30 0.85 1115 948 35 7.47 69.3 Yes 26.9
7179:00 0.81 1531 1240 3.5 7.34 65.8 Yes 19.6
87810 0.80 800 640 3.3 7.38 67.6 Yes 37.5
9/79:00 0.80 935 748 3.4 742 68.1 Yes 32.1
10/ 8:30 0.79 794 627 3.5 7.45 68.3 Yes 37.8
11/8:30 0.82 504 413 3.8 7.50 68.4 Yes 50.5
12/ 8:40 0.81 497 402 3.8 7.47 67.6 Yes 60.4
13/7:45 0.79 1775 1402 3.8 7.48 67.7 Yes 16.9
14 78:30 0.82 1014 831 3.7 7.50 68.9 Yes 29.6
15/ 10:00 0.80 781 625 3.8 7.50 68.2 Yes 38.4
16/8:40 0.82 1053 863 3.5 7.54 70.8 Yes 28.5
17 /1 8:30 0.80 677 542 3.6 7.61 72.0 Yes 44.3
18 717:55 0.79 485 383 3.5 7.45 68.3 Yes 61.9
19/8:00 0.86 490 422 3.6 7.37 66.4 Yes 61.2
20/8:15 0.86 3061 2633 3.2 7.36 68.0 Yes 9.8
2178:50 0.87 1422 1237 3.0 7.36 69.1 Yes 211
22 78:20 0.85 888 754 2.3 7.50 76.1 Yes 33.8
231945 0.89 1060 943 2.8 7.47 73.1 Yes 28.3
24 1 9:00 0.88 802 706 3.8 7.60 71.4 Yes 37.4
25/18:00 0.86 500 430 3.6 7.57 71.5 Yes 60.0
26 /9:15 0.84 699 587 3.7 7.58 71.1 Yes 429
27 18:55 0.81 1205 976 3.8 7.60 70.9 Yes 249
287915 0.81 1205 976 3.7 7.62 71.9 Yes 24.9

2if CJ2 at entry point < 0.2 mg/l or CT not met, DWP to be notified by end of next business day.
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