0

OHA - Drinking Water Program - Turbidity

County: Hood River
System Name: Mt Hood Meadows Spring ID#: 4191167 Month/Year: March-2023
Day PS::iB";?re P?»‘Iulgrm PSID Z?‘g‘v?:&:: g:::;ult:% Highest Reading of the day ' [NTU]
1 36.0 27.5 8.0 25 0.16 0.16
2 38.0 35.0 3.0 25 0.18 0.18
3 37.0 29.5 6.0 25 0.17 0.17
B 36.0 27.0 9.0 25 0.18 0.18
S a1 36.5 1.5 25 _ 022 0.22
6 37.5 36.0 1.5 25 0.21 0.21
i 38.0 37.0 15 25 0.18 0.18
8 36.0 29.0 7.5 25 0.19 0.19
9 38.0 38.0 1.5 25 0.18 0.18
10 38.0 38.0 1.0 25 0.19 0.19
11 38.0 36.0 1.5 25 0.16 0.16
12 37.0 30.0 7.0 25 0.17 0.17
13 36.5 26.0 9.5 25 0.18 0.18
14 36.5 27.0 9.0 25 0.17 0.17
15 36.0 25.0 10.0 25 0.18 0.18
16 375 35.5 1.5 25 0.18 0.18
17 36.5 25.0 10.0 25 0.19 0.19
18 36.5 26.0 95 25 0.18 0.18
19 37.5 35.0 2.0 25 0.20 0.20
20 375 35.0 15 25 0.19 0.19
21 36.0 26.0 10.0 25 0.17 0.17
22 PLANT OFF
23 35.0 32.0 40 25 0.15 0.15
24 37.0 35.0 2.0 25 0.19 0.19
25 37.0 36.0 20 25 0.16 0.16
26 37.5 36.5 2.0 25 0.17 0.17
27 38.0 37.0 15 25 0.21 0.21
28 38.5 370 1.0 25 0.22 0.22
29 37.5 36.0 1.0 25 0.18 0.18
30 38.0 36.0 1.0 25 0.22 0.22
31 37.5 33.5 4.0 25 0.17 0.17
Cartridge & Bag Filtration ____Monthly Summary (Answer Yes or No)
95% of daily turbidity readings < 1 NTU? YES c"“'::;";‘"’ Al C12 residual at entry point 2 0.2 mg/i?
All daily turbidity readings < 5 NTU? YES YES YES
Notes: PSI = pounds per square inch EPRINTED @
PSID = pounds per square inch difference (before filter - after filter) SIGNATURE: Aq’ DATE: 04/05/23
PSID When to Change Filter = look in manual for manufacturer's specifications  [opoNne #- 503 JCERT # : 6903
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OHA - Drinking Water Program - Surface Water Quality Data Form [ WTP-:
System Name:  Mt. Hood Meadows Spring ID#: 4191167-A Month-vyear March-2023 ZI:-:":\;I:{ '::: 1
Date / Time Rh:'sr::jr::lmatc 1I2st C°"":‘1’.)”—'me Actual CT Temp pH | Required CT | CTMet?? P?:r:aonlgly
User (C)* Flow
[ppm or mgiL] [minutes] CXT [ C) formula Yes /No [GPM]
1/9:35 0.82 865 709 3.6 742 67.3 Yes 34.7
2/8:20 0.82 1604 1316 3.5 7.58 71.9 Yes 18.7
3/9:15 0.80 926 741 34 7.59 72.5 Yes 324
4/9:15 0.78 509 397 3.6 7.53 69.8 Yes 58.9
5/9:15 0.76 586 445 3.8 7.61 70.7 Yes 51.2
6/9:00 0.80 1190 952 3.6 7.82 778 Yes 25.2
7/8:10 0.80 1053 842 3.6 7.80 77.2 Yes 28.5
8/9:50 0.81 877 711 3.7 7.70 74.0 Yes 34.2
9/8:05 0.78 990 772 3.5 7.64 73.1 Yes 30.3
10/6:50 0.77 940 724 3.6 7.60 71.5 Yes 31.9
11/8:00 0.82 570 468 3.6 .51 69.6 Yes 52.6
12/8:00 0.78 548 428 3.6 7.48 68.5 Yes 54.7
13/8:20 0.83 860 713 3.8 7.40 66.0 Yes 34.9
14 /8:45 0.80 815 652 3.7 7.43 67.0 Yes 36.8
15/8:40 0.84 1079 906 3.6 7.38 66.5 Yes 27.8
16 /8:45 0.85 929 789 3.6 7.41 67.3 Yes 32.3
17/8:30 0.86 843 725 3.6 7.38 66.7 Yes 35.6
18 /8:00 0.90 573 515 3.5 7.40 67.9 Yes 524
19/8:00 0.91 641 583 3.6 7.35 66.3 Yes 46.8
20/13:30 0.85 1471 1250 3.9 7.41 66.0 Yes 204
21/11:30 0.87 1200 1044 3.9 7.36 64.9 Yes 25.0
22/7:00 0.85 1167 992 4.0 7.35 64.1 Yes 25.7
23/7:10 0.84 1442 1212 4.2 7.38 63.9 . Yes 20.8
24 /12:59 0.86 904 777 3.9 7.44 66.8 Yes 33.2
251 7:55 0.83 625 519 3.5 7.36 66.4 Yes 48.0
26 /8:50 0.84 560 470 4.0 7.61 70.4 Yes 53.6
27 19:50 0.81 833 675 3.9 7.74 74 .1 Yes 36.0
28 /750 0.81 932 755 4.0 7.88 774 Yes 32.2
29/8:35 0.80 728 583 3.6 7.90 80.1 Yes 41.2
30/7:30 0.79 806 637 4.2 7.84 75.1 Yes 37.2
31/7:05 0.78 789 616 4.3 7.93 77.0 Yes 38.0
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