OHA - Drinking Water Program - Turbidity

County: Hood River
System Name: Mt Hood Meadows Spring  ID#: 4191167 Month/Year: Aug-2023
Gy |FEESRI] PR | meip '::Sh';z‘éh;aet? B e | Highest Reading of the day ' INTU]
1 38.0 38.0 1.0 25 0.23 0.23
2 38.5 38.0 10 25 0.20 0.20
3 38.0 38.0 1.0 25 0.25 0.25
4 38.0 38.0 1.0 25 0.23 0.23
5 38.5 38.0 1.0 25 0.22 0.22
6 38.5 37.5 1.0 25 0.19 0.19
7 38.5 37.5 1.5 25 0.20 0.20
8 38.0 38.0 1.0 25 0.20 0.20
9 38.5 38.0 2.0 25 0.18 0.18
10 36.0 32.0 5.0 25 0.24 0.24
11 39.0 38.0 1.0 25 0.22 0.22
12 Plant Off
13 38.0 37.0 3.0 25 0.21 0.21
14 38.0 37.0 2.0 25 0.20 0.20
15 38.0 38.0 2.0 25 0.22 0.22
16 38.5 38.0 2.0 25 0.19 0.19
17 38.0 38.0 1.0 25 0.20 0.20
18 38.5 38.5 1.0 25 0.19 0.19
19 38.0 38.0 1.0 25 0.20 0.20
20 38.5 38.0 2.0 25 0.23 0.23
21 385 37.0 2.0 25 0.19 0.19
22 38.5 38.0 21 25 0.22 0.22
23 38.0 37.5 1.0 25 0.18 0.18
24 38.5 38.0 2.0 25 0.18 0.18
25 38.0 37.0 1.0 25 0.19 0.19
26 38.0 38.0 1.0 25 0.24 0.24
27 38.0 36.0 3.0 25 0.19 0.19
28 38.5 37.0 2.5 25 0.19 0.19
29 38.5 38.0 2.0 25 0.19 0.19
30 38.0 38.0 1.0 25 0.18 0.18
31 37.0 34.0 4.0 25 0.17 0.17
Cartridge & Bag Filtration Monthly Summary (Answer Yes or No)
95% of daily turbidity readings < 1 NTU? Yes/No || CTSTel o d@? | All G2 residual at entry point 20.2 mg/?
All daily turbidity readings < 5 NTU? Yes / No Yes / No Yes /No
Notes: PSI = pounds per square inch BRINTED NAME) amci@m i B
PSID = pounds per square inch difference (before filter - after filter) SIGNATURE: ﬁ al AA dowuns i ||IDATE: 09/08/23
PSID When to Change Filter = look in manual for manufacturer's PHONE #: ( 503)‘337.2222 /V_ CERT # : 6903

T Including continuous NTU data, if applicable, for optimization recording purposes. Compliance values in Daily Tl@dfty Reading column may not
correspond to continuous readings’ maximum, g
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OHA - Drinking Water Program - Surface Water Quality Data Form | wre-:
System Name: Mt. Hood Meadows Spring ID#: 4191167-A Month-Year: Aug-2023 Z!isal:dfieact‘;; 1
Inactiv:
1 2
Date / Time Rh:s?clinlj:ln;tc 1I st Conta;;:_t) Time Actual CT Temp pH Required CT || CT Met? 2 P?:m:ztéﬂy
User (C)* Flow
[ppm or mg/L] [minutes] CXT [°C] formula Yes / No [GPM]
1/7:50 0.57 917 295 12.1 7.70 40.9 Yes 58.0
2/9:30 0.69 1914 1321 11.5 7.61 41.8 Yes 15.7
3/10:40 0.64 2096 1342 12.1 7.63 40.2 Yes 14.3
4/6:30 0.58 762 442 11.8 7.68 41.5 Yes 39.4
5/6:30 0.56 3209 1797 11.9 7.67 41.0 Yes 9.4
6/8:00 0.62 4155 2576 11.8 7.61 40.7 Yes 7.2
7/8:00 0.60 2123 1274 12.1 7.54 38.8 Yes 14.1
8/8:30 0.61 2147 1310 11.8 7.61 40.6 Yes 14.0
9/9:00 0.65 2235 1453 12.2 7.56 39.1 Yes 13.4
10/ 8:30 0.61 497 303 12.2 71.55 38.8 Yes 60.4
11/6:30 0.58 3212 1863 13.0 7.64 37.6 Yes 93
12/ 7.30 0.61 3212 1959 121 7.68 40.8 Yes 9.3
13 /6:00 0.63 2508 1580 11.9 7.71 41.9 Yes 12.0
14 / 8:40 0.64 2358 1509 12.1 7.63 40.2 Yes 12.7
15/9:00 0.63 2346 1478 13.4 7.54 356.5 Yes 12.8
16 /8:00 0.63 2015 1269 143 7.58 39.0 Yes 14.9
17 19:15 0.64 2331 1492 12.5 7.55 37.9 Yes 12.9
18 /6:30 0.55 3413 1877 13.0 7.65 37.6 Yes 8.8
19/8:00 0.58 2256 1308 12.4 7.69 40.0 Yes 13.3
20/6:00 0.62 3215 1994 12.8 7.64 38.3 Yes 0.3
21/8:00 0.69 2134 1472 12.5 7.70 40.2 Yes 14.1
22 /7:45 0.66 2336 1542 12.8 7.68 39.0 Yes 12.8
23/10:50f 0.65 2070 1346 12.6 .11 39.9 Yes 14.5
24/8:15 0.67 1748 1171 12.6 7.69 39.7 Yes 17.2
25/7:30 0.61 1931 1178 12.6 7.72 39.9 Yes 15.5
26 /6:00 0.58 2498 1449 13.4 7.70 37.4 Yes 12.0
27/9:00 0.63 2138 1347 12.8 7.70 39.2 Yes 14.0
28/ 8:45 0.67 2224 1490 12.8 7.48 36.3 Yes 13.5
29/8:45 0.60 3279 1967 12.8 7.50 36.3 Yes 9.2
30/11:15 0.63 5653 3561 12.6 7.48 36.6 Yes 5.3
31/8:45 0.62 2595 1609 12.8 7.48 36.1 Yes 11.6

2ifCI2 at entry point < 0.2 mg/l or CT not met, DWP to be notified by end of next business day.
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