OHA - Drinking Water Program - Turbidity %

ty Reading,

| | County: ' Hood River |
T i |
System Name: Mt Hood Meadows Spring D#: 4191167 Month/Year: Dec-2023
Day i P er | psiD %ifnmg?t by g::gilg’[‘;‘f}igl Highest Reading of the day ! [NTU]
1 26.5 19.5 7.0 25 0.20 0.20
2 Plant Off
3 Plant Off
4 26.0 19.0 6.0 25 0.20 0.20
5 27.0 20.0 6.0 25 0.19 0.19
6 26.0 20.0 5.0 25 0.19 0.19
7 34.0 30.0 5.0 25 0.20 0.20
8 30.5 26.0 7.5 25 0.19 0.19
9 28.0 19.0 8.0 25 0.19 0.19
10 37.0 33.0 3.0 25 0.20 0.20
11 36.0 34.0 3.0 25 0.21 0.21
12 37.0 36.0 1.5 25 0.19 0.19
13 38.5 38.0 1.0 25 0.21 0.21
14 38.0 37.0 2.0 25 0.20 0.20
15 38.5 38.0 1.0 25 0.23 0.23
16 38.0 38.0 1.0 25 0.20 0.20
17 38.0 37.5 2.0 25 0.20 0.20
18 38.0 37.0 1.0 25 0.22 0.22
19 38.0 37.0 1.5 25 0.20 0.20
20 38.0 38.0 1.0 25 0.21 0.21
21 38.0 37.0 1.0 25 0.23 0.23
22 38.0 37.0 1.0 25 0.24 0.24
23 30.0 22.0 9.0 25 0.22 0.22
24 29.0 20.0 10.0 25 0.24 0.24
25 36.0 32.0 6.0 25 0.20 0.20
26 38.0 38.0 1.0 25 0.21 0.21
27 37.0 33.0 5.0 25 0.20 0.20
28 38.0 35.0 3.5 25 0.20 0.20
29 38.0 38.0 1.0 25 0.21 0.21
30 38.0 38.0 2.0 25 0.23 0.23
a1 38.0 38.0 1.0 25 0.21 0.21
Cartridge & Bag Filtration Monthly Summary (Answer Yes or No)
95% of daily turbidity readings < 1 NTU? ! Yes / No CTs (’;‘:; ;‘."d‘z)""? All CI2 residual at entry point 2 0.2 mgA?
- Al daily turbidity readings $ 5 NTU? - ! " Yes/No " Yes/No Yes /No -
Notes: PSI| = pounds per square inch SRINTED NA‘M \ IP{ @m\ f
PSID = pounds per square inch difference (before filter - after filter) ~ [g|GNATURE: {Q/"‘\IUN LTDATE: 0100724
PSID When to Change Filter = look in manual for manufacturer's specifications P‘HOt:; ‘;( ;#)311% CERT # ; 6903

correspond to continuous readings’ maximum.

i lm continuous NPI‘J‘ data, Hupﬂ&uo. for opﬂmm recording purposes. a_ mpﬂa‘r»m. value
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UHA = UNnNKing vwater rrogram - Sulrace vvarer uuality Lata Form

Syster Name: !I'dIL Hood Meadows Spring | ID#: 4191167-A  Montvvesr Dec-2023 W 1
| | |
Date /Time. | Residualat 13 G | AcwaleT | Temp pH | RequiredCT | CTMetp2 | PeakHoury
=5 Demand Flow
[ppm or mg/L] [minutes) CXT rcl formula Yes / No [GPM]
1/8:50 0.70 494 346 6.1 7.58 59.4 Yes 60.7
219:55 0.69 2625 1811 58 71.55 59.9 Yes 1.4
3/8:10 0.65 3198 2079 6.3 7.50 56.6 Yes 9.4
47810 0.71 3681 2613 6.6 7.55 56.8 Yes 8.2
5/8:45 0.74 4484 3318 6.4 7.54 576 Yes 8.7
6/9:30 0.71 4065 2886 53 7.53 61.6 Yes 7.4
7714:00 0.70 294 205 54 7.52 60.9 Yes 102.2
8/9:00 0.71 276 196 5.1 7.54 62.7 Yes 108.7
9/8:25 0.70 322 226 4.9 7.38 59.9 Yes 93.1
10/ 8:00 0.62 1832 1136 52 7.51 61.0 Yes 16.4
1178:30 0.58 5376 3118 59 7.52 58.1 Yes 56
121 7:45 0.60 5725 3435 5.4 7.41 57.9 Yes 52
13/7:50 0.63 690 435 58 7.40 56.3 Yes 43.5
147 8:10 0.51 2302 1174 5.8 7.46 58.7 Yes 13.0
15/9:30 0.52 705 367 4.3 7.38 61.1 Yes 426
16/ 8:30 0.50 693 347 4.8 7.46 60.7 Yes 433
171 810 0.53 1066 565 4.8 7.51 62.0 Yes 28.2
18/6:45 0.51 1592 812 4.8 7.48 61.2 Yes 18,8
19/ 9:50 0.55 1742 958 4.5 7.48 62.7 Yes 17.2
20/9:15 0.53 1203 638 4.5 7.53 63.7 Yes 24.9
2117900 0.58 1316 763 4.6 7.58 64.8 Yes 228
221/8:50 0.56 354 198 4.8 7.54 62.9 Yes 84.8
23/10:45 0.66 221 146 51 7.54 62.3 Yes 135.8
24/8:30 0.71 275 196 5.1 7.54 62.7 Yes 108.9
251/8:30 0.69 1622 1119 4.9 7.45 61.4 Yes 18.5
26/9:15 0.79 1327 1049 4.5 7.40 62.7 Yes 226
2719:20 0.81 890 721 4.3 7.36 62.7 Yes 33.7
28/8:40 0.74 783 579 4.1 7.40 64.0 Yes 383
29/8:15 0.74 694 513 46 7.35 60.8 Yes 432
30/ 8:40 0.72 654 471 4.4 7.42 63.0 Yes 459

0.73

755

551

4.3

7.40

63.1

Yes

39.7

31/8:15 - |
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